
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 APPENDIX  K



APPENDIX K 

PREVIOUSLY REPORTED  
CPT LIQUEFACTION ANALYSIS 

FOR 

ZEPHYR – OCEANSIDE 
OCEANSIDE, CALIFORNIA 

PROJECT NO. G2322-32-01 



 

 
 

Summary of Seismic Settlement 
 

CPT No. 
Estimated vertical 

settlement 
Estimated differential 

settlement 

1 5.90 inches  3.93 inches 

2 4.06 inches 2.14 inches 

3 1.95 inches 1.3 inches 

4 2.25 inches 1.5 inches 

5 3.46 inches 2.31 inches 

6 3.44 inches  2.29 inches 

7 1.0 inches 0.7 inches 

8 1.29 inches 0.67 inches  

9 0.74 inches  0.5 inches  

10 1.02 inches 0.68 inches 

11 1.28 inches  0.85 inches  

12 1.33 inches  0.89 inches 



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 & Foussat Road, Oceanside

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-01

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
Yes
50.00 ft
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

1



This software is licensed to: EEI CPT name: CPT-01

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM 2
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-01

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM 3
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-01

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM 4
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-01

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM 5
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-01

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:07:36 PM 32
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 & Foussat Road, Oceanside

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-02

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
Yes
50.00 ft
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

1



This software is licensed to: EEI CPT name: CPT-02

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM 2
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-02

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM 3
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-02

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM 4
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-02

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM 5
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-02

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:11:49 PM 32
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 & Foussat Road, Oceanside

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-03

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
No
N/A
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

1



This software is licensed to: EEI CPT name: CPT-03

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM 2
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-03

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM 3
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-03

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM 4
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-03

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM 5
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-03

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 6:17:50 PM 32
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 & N Foussat Oceanside

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-04

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
No
N/A
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM
Project file: 

1



This software is licensed to: EEI CPT name: CPT-04

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM 2
Project file: 

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-04

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM 3
Project file: 

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-04

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM 4
Project file: 

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-04

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM 5
Project file: 

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-04

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:26:21 PM 32
Project file: 

Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 and Foussat Rd.,Oceanside, Ca.

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-05

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
Yes
60.00 ft
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 3:51:35 PM
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

1



This software is licensed to: EEI CPT name: CPT-05

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 3:51:35 PM 2
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-05

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 3:51:35 PM 3
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-05

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 3:51:35 PM 4
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-05

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 3:51:35 PM 5
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-05

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s
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Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 & N Foussat Oceanside

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-06

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
Yes
50.00 ft
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:46:00 PM
Project file: 

1



This software is licensed to: EEI CPT name: CPT-06

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:46:00 PM 2
Project file: 

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-06

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:46:00 PM 3
Project file: 

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-06

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:46:00 PM 4
Project file: 

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-06

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/29/2018, 5:46:00 PM 5
Project file: 

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-06

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s
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Project file: 

Abbreviations



L I Q U E F A C T I O N  A N A L Y S I S  R E P O R T

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
.

G.W.T. (in-situ):
G.W.T. (earthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:

Project title : Zephyr Oceanside Location : Hwy 76 and Foussat Rd.,Oceanside, Ca.

EEI

Geotechnical and Environmental Solutions

Carlsbad, CA

CPT file : CPT-07

10.00 ft
17.00 ft
3
2.60
Based on SBT

Clay like behavior
applied:
Limit depth applied:
Limit depth:
MSF method:

 
Sands only
No
N/A
Method based

Summary of liquefaction potential

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 11:51:28 AM
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

1



This software is licensed to: EEI CPT name: CPT-07

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 11:51:28 AM 2
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

SBT legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained



This software is licensed to: EEI CPT name: CPT-07

C P T  b a s i c  i n t e r p r e t a t i o n  p l o t s  ( n o r m a l i z e d )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 11:51:28 AM 3
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

SBTn legend

1. Sensitive fine grained

2. Organic material

3. Clay to silty clay

4. Clayey silt to silty
clay5. Silty sand to sandy silt

6. Clean sand to silty sand

7. Gravely sand to sand

8. Very stiff sand to
clayey sand
9. Very stiff fine grained

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-07

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s  ( i n t e r m e d i a t e  r e s u l t s )

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 11:51:28 AM 4
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

Input parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft



This software is licensed to: EEI CPT name: CPT-07

L i q u e f a c t i o n  a n a l y s i s  o v e r a l l  p l o t s

CLiq v.1.7.6.49 - CPT Liquefaction Assessment Software - Report created on: 8/30/2018, 11:51:28 AM 5
Project file: P:\EEI Projects\Zephyr Partners (ZEP)\ZEP-72676 Pavilions Oceanside\Geo Evaluation\Liquefaction\Zephyr.clq

F.S. color scheme LPI color schemeInput parameters and analysis data

NCEER (1998)
NCEER (1998)
Based on Ic value
6.72
0.45
10.00 ft

Depth to water table (erthq.):
Average results interval:
Ic cut-off value:
Unit weight calculation:
Use fill:
Fill height:

17.00 ft
3
2.60
Based on SBT
Yes
10.00 ft

Almost certain it will liquefy

Very likely to liquefy

Liquefaction and no liq. are equally likely

Unlike to liquefy

Almost certain it will not liquefy

Very high risk

High risk

Low risk



This software is licensed to: EEI CPT name: CPT-07

E s t i m a t i o n  o f  p o s t - e a r t h q u a k e  s e t t l e m e n t s
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Abbreviations
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