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1.0 PURPOSE 

This drainage study analyzes the existing and proposed hydrology characteristics for the 

Redlands Industrial Facility at the north east corner of Redlands Ave. & Placentia Ave. in the City 

of Perris, County of Riverside, at 33° 49’ 24.57” N latitude and 117° 12’ 58.63” W longitude.  

 

2.0 SITE LOCATION 

The subject site is bounded on the north by a residential property with a single mobile home, to 

the east by a dirt/shrub lot, to the south by Placentia Ave., and to the west by Redlands Ave. 

See the vicinity and location map included as Appendix A of this report. 

The site is within the Santa Ana River Water Shed, sub-water shed is San Jacinto River. The site 

is underlain with Type B soil per the Riverside County Hydrology Manual included as Appendix B 

of this report.  

2.1 WATERSHED DESCRIPTION 

All hydrologic calculations are based on precipitation data and the slope of intensity duration 

curve from the Riverside County Hydrology Manual included as Appendix C of this report. 

The site is within the Santa Ana River Water Shed, sub-water shed is San Jacinto River. 

2.2 OFFSITE DRAINAGE 

Per Riverside County Flood Control’s (RCFC) Perris Valley Area Drainage map, the project site, 

plus its vicinity to the west, are tributary to the unconstructed Storm Drain Line H in Placentia 

Avenue. Tributary flows to Line H, from the project site plus westerly offsite areas, are 

approximately 632 cfs for a 10-year storm and 1,238 cfs for a 100-year storm. (See Appendix D 

for offsite hydrology calculations and Appendix G for offsite hydrology map) 

On the north side of Placentia Avenue, west of Redlands Avenue, there is an existing City 

maintained detention basin accepting runoffs from an adjacent residential tract and discharging 

via an interim 36-inch storm drain flowing east in Placentia Avenue, then south in Redlands 

Avenue. 

The portion of Line H fronting the project site – as double 10 ft by 7 ft reinforced concrete 

boxes – will be constructed as part of the site’s offsite improvements. The double RC boxes will 
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be sloped at 0.2 percent, since the relatively flat topography from Redlands Avenue to the 

Perris Valley Channel does not allow for a steeper slope while still provide sufficient cover over 

the double boxes below Placentia Avenue street surface. During interim condition – before 

future extension of the double boxes further east from the project site – residual flows 

(138,301 cubic feet) inside the double RC boxes, 36-inch storm drain, and the city maintained 

detention basin after a storm event will be pumped up (at 1.6 cfs) and dispersed via a rip rap 

pad to a vegetated flow path north of the pavement edge, where tributary flows are conveyed 

under existing condition. See Appendix F for pipe hydraulic calculations, rip rap sizing 

calculations, residual flow volume and pump flow rate calculations. 

Also, the existing 36-inch storm drain discharging from the City maintained detention basin is at 

a lower invert elevation (1428.91 per City of Perris benchmark datum, or 1431.14 per Riverside 

County benchmark datum) than the proposed double boxes (1430.33 and 1432.56) at the 

Placentia Avenue / Redlands Avenue intersection. A new 36-inch storm drain will be 

constructed from the intersection to the detention basin at 0.2 percent slope. The existing 36-

inch pipe between the intersection and the detention basin will be abandoned in place. 

See proposed Line H storm drain plans in Appendix H of this report. 

2.3 EXISTING DRAINAGE  

The existing site is a dirt/shrub lot and sheet flow from west to east. Stormwater ultimately 

flows to Placentia Avenue, which lead to the Perris Valley Storm Drain, then to San Jacinto 

River, then to Canyon Lake, and ultimately to Lake Elsinore. Existing condition runoffs from the 

site are approximately 3.76 cfs for a 10-year storm and 6.77 cfs for a 100-year storm. 

See existing hydrology calculations in Appendix D and existing hydrology map in Appendix G. 

2.4 PROPOSED DRAINAGE 

The site discharges to on-site grated inlets, which lead to an underground infiltration system 

sized for the required post construction B.M.P. volume. The higher 10-year and 100-year flows 

will discharge southerly via a proposed 24-inch storm drain in the site’s easterly parking lot and 

a parkway drain to Placentia Avenue, which leads to the Perris Valley Storm Drain, then to San 

Jacinto River, then to Canyon Lake, and ultimately to Lake Elsinore. 

During interim condition, proposed site runoffs trapped at the bottom of the proposed storm 

drain system will be pumped up by the same proposed Line H sump pump and, likewise, 

dispersed via the same rip rap pad to the vegetated flow path on the north side of Placentia 
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Avenue. Under ultimate condition, all proposed 10-year and 100-year flows in the onsite storm 

drain will discharge to Line H. 

Proposed condition runoffs from the site are approximately 7.64 cfs for a 10-year storm and 

14.30 cfs for a 100-year storm. Of which, the Line H sump pump will convey 1.60 cfs, with the 

remainder (12.70 cfs) to discharge via the proposed parkway drain to the same rip rap pad. 

See proposed hydrology calculations in Appendix D and hydrology map in Appendix G. 

 

3.0 METHODOLOGY 

For this study, all drainage runoffs have been calculated for the 10-year and 100-year storm 

event for. All flow rate calculations are done using the Rational Method Hydrology Computer 

Program Package designed by Advanced Engineering Software (AES). Calculations are included 

as Appendix D in this report. Pipe hydraulics and parkway drain sizing calculations are done 

using Hydraulic Elements I (HELE 1), also designed by AES. 

 

4.0 SUMMARY 

The site design ensures that Stormwater runoff will not adversely affect the site's operation and 

ensure that danger to property and life is minimal. Hydrology maps summarizing these 

calculations are included in Appendix F of this report. 

4.1 10-YEAR AND 100-YEAR STORM EVENT 

The proposed flows have been calculated for the 10-year and 100-year and are shown in the 

table below. The AES files are provided in Appendix D.   

The difference between the existing and proposed flows are shown in the table below. 

 

 

 

 

   

STORM 

EVENT 

Offsite 

Flow (cfs) 

Existing 

Flow (cfs) 

Proposed Flow 

(cfs) 

Increased 

Flow (cfs) 

 

10 632 3.76 9.19 5.43 

100 1,238 6.77 14.30 7.53 
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4.2 BUILDING PROTECTION AND OVERFLOW 

During larger storm events, runoffs from the site will overflow the Catch Basin located near the 

southeast driveway and will flow out to Placentia Avenue via the parkway drain at the site’s 

southeast corner. The lowest point of the building finished floor elevation has been set at 

1443.9 with the southern inlet surface elevation of 1439.7, therefore stormwater will discharge 

offsite before entering the building.  
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APPENDIX B – RCFC HYDROLOGIC SOILS 

GROUP MAP 
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 ____________________________________________________________________________
 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * OFFSITE 10-YEAR                                                          *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\OFF10.DAT                            
   TIME/DATE OF STUDY: 13:06 11/14/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =   10.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =   6.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   10-YEAR STORM 10-MINUTE INTENSITY(INCH/HOUR) =  1.840
   10-YEAR STORM 60-MINUTE INTENSITY(INCH/HOUR) =  0.796
   100-YEAR STORM 10-MINUTE INTENSITY(INCH/HOUR) =  3.220
   100-YEAR STORM 60-MINUTE INTENSITY(INCH/HOUR) =  1.400
   SLOPE OF 10-YEAR INTENSITY-DURATION CURVE =  0.4676529
   SLOPE OF 100-YEAR INTENSITY-DURATION CURVE =  0.4648553
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =   10.00   1-HOUR INTENSITY(INCH/HOUR) =   0.804
   SLOPE OF INTENSITY DURATION CURVE = 0.4677
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: COMPUTE CONFLUENCE VALUES ACCORDING TO RCFC&WCD HYDROLOGY MANUAL
         AND IGNORE OTHER CONFLUENCE COMBINATIONS FOR DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS: UNDEVELOPED WITH POOR COVER
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =  3150.00
   UPSTREAM ELEVATION(FEET) =   1910.00
   DOWNSTREAM ELEVATION(FEET) =   1720.00
   ELEVATION DIFFERENCE(FEET) =    190.00
   TC = 0.533*[( 3150.00**3)/(   190.00)]**.2 =   23.423
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.248
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .4893
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =     57.11
   TOTAL AREA(ACRES) =     93.50   TOTAL RUNOFF(CFS) =     57.11

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  52
 ----------------------------------------------------------------------------



   >>>>>COMPUTE NATURAL VALLEY CHANNEL FLOW<<<<<
   >>>>>TRAVELTIME THRU SUBAREA<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =   1720.00  DOWNSTREAM(FEET) =   1550.00
   CHANNEL LENGTH THRU SUBAREA(FEET) =  3710.00   CHANNEL SLOPE =  0.0458
   CHANNEL FLOW THRU SUBAREA(CFS) =      57.11
   FLOW VELOCITY(FEET/SEC) =   8.61 (PER LACFCD/RCFC&WCD HYDROLOGY MANUAL)
   TRAVEL TIME(MIN.) =   7.18   Tc(MIN.) =   30.60
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    102.00 =    6860.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.101
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .4613
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90   SUBAREA RUNOFF(CFS) =   50.76
   TOTAL AREA(ACRES) =      193.4   TOTAL RUNOFF(CFS) =     107.86
   TC(MIN.) =   30.60

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  52
 ----------------------------------------------------------------------------
   >>>>>COMPUTE NATURAL VALLEY CHANNEL FLOW<<<<<
   >>>>>TRAVELTIME THRU SUBAREA<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =   1550.00  DOWNSTREAM(FEET) =   1510.00
   CHANNEL LENGTH THRU SUBAREA(FEET) =  1450.00   CHANNEL SLOPE =  0.0276
   CHANNEL FLOW THRU SUBAREA(CFS) =     107.86
   FLOW VELOCITY(FEET/SEC) =   8.07 (PER LACFCD/RCFC&WCD HYDROLOGY MANUAL)
   TRAVEL TIME(MIN.) =   3.00   Tc(MIN.) =   33.60
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    103.00 =    8310.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.054
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .4514
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   98.80   SUBAREA RUNOFF(CFS) =   47.03
   TOTAL AREA(ACRES) =      292.2   TOTAL RUNOFF(CFS) =     154.89
   TC(MIN.) =   33.60

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    104.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1510.00  DOWNSTREAM ELEVATION(FEET) = 1500.00
   STREET LENGTH(FEET) =  1870.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     196.04
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.03
     HALFSTREET FLOOD WIDTH(FEET) =   48.09
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    4.58
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    4.71
   STREET FLOW TRAVEL TIME(MIN.) =   6.81   Tc(MIN.) =   40.41
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.967
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8532
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90      SUBAREA RUNOFF(CFS) =   82.44



   TOTAL AREA(ACRES) =      392.1        PEAK FLOW RATE(CFS) =     237.33

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.09   HALFSTREET FLOOD WIDTH(FEET) =  51.39
   FLOW VELOCITY(FEET/SEC.) =  4.81   DEPTH*VELOCITY(FT*FT/SEC.) =   5.26
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1870.0 FT WITH ELEVATION-DROP =  10.0 FT, IS  123.0 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    104.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    104.00 =   10180.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    104.00 TO NODE    105.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1500.00  DOWNSTREAM ELEVATION(FEET) = 1475.00
   STREET LENGTH(FEET) =  1670.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     275.93
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  0.97
     HALFSTREET FLOOD WIDTH(FEET) =   45.35
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    7.32
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.13
   STREET FLOW TRAVEL TIME(MIN.) =   3.80   Tc(MIN.) =   44.21
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.927
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8523
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   97.70      SUBAREA RUNOFF(CFS) =   77.22
   TOTAL AREA(ACRES) =      489.8        PEAK FLOW RATE(CFS) =     314.55

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.01   HALFSTREET FLOOD WIDTH(FEET) =  47.36
   FLOW VELOCITY(FEET/SEC.) =  7.59   DEPTH*VELOCITY(FT*FT/SEC.) =   7.70
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1670.0 FT WITH ELEVATION-DROP =  25.0 FT, IS  135.6 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    105.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    105.00 =   11850.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    105.00 TO NODE    106.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1475.00  DOWNSTREAM ELEVATION(FEET) = 1460.00
   STREET LENGTH(FEET) =  1490.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     352.50
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.12
     HALFSTREET FLOOD WIDTH(FEET) =   52.85
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    6.72
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.55
   STREET FLOW TRAVEL TIME(MIN.) =   3.69   Tc(MIN.) =   47.90



     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.893
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8514
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.80      SUBAREA RUNOFF(CFS) =   75.90
   TOTAL AREA(ACRES) =      589.6        PEAK FLOW RATE(CFS) =     390.45

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.16   HALFSTREET FLOOD WIDTH(FEET) =  54.81
   FLOW VELOCITY(FEET/SEC.) =  6.89   DEPTH*VELOCITY(FT*FT/SEC.) =   8.02
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1490.0 FT WITH ELEVATION-DROP =  15.0 FT, IS  136.3 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    106.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    106.00 =   13340.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    106.00 TO NODE    107.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1460.00  DOWNSTREAM ELEVATION(FEET) = 1455.00
   STREET LENGTH(FEET) =  1250.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     426.92
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.41
     HALFSTREET FLOOD WIDTH(FEET) =   67.08
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    4.93
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    6.95
   STREET FLOW TRAVEL TIME(MIN.) =   4.22   Tc(MIN.) =   52.13
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.859
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8505
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90      SUBAREA RUNOFF(CFS) =   72.96
   TOTAL AREA(ACRES) =      689.5        PEAK FLOW RATE(CFS) =     463.40

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.45   HALFSTREET FLOOD WIDTH(FEET) =  69.15
   FLOW VELOCITY(FEET/SEC.) =  5.03   DEPTH*VELOCITY(FT*FT/SEC.) =   7.29
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1250.0 FT WITH ELEVATION-DROP =   5.0 FT, IS  129.2 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    107.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    107.00 =   14590.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    107.00 TO NODE    108.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1455.00  DOWNSTREAM ELEVATION(FEET) = 1450.00
   STREET LENGTH(FEET) =  1530.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     495.34
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.54



     HALFSTREET FLOOD WIDTH(FEET) =   73.67
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    4.71
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.26
   STREET FLOW TRAVEL TIME(MIN.) =   5.41   Tc(MIN.) =   57.54
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.820
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8495
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   91.70      SUBAREA RUNOFF(CFS) =   63.87
   TOTAL AREA(ACRES) =      781.2        PEAK FLOW RATE(CFS) =     527.27

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.58   HALFSTREET FLOOD WIDTH(FEET) =  75.44
   FLOW VELOCITY(FEET/SEC.) =  4.78   DEPTH*VELOCITY(FT*FT/SEC.) =   7.53
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1530.0 FT WITH ELEVATION-DROP =   5.0 FT, IS  111.9 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    108.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    108.00 =   16120.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    108.00 TO NODE    109.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1449.00  DOWNSTREAM ELEVATION(FEET) = 1441.00
   STREET LENGTH(FEET) =  2460.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     551.84
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.60
     HALFSTREET FLOOD WIDTH(FEET) =   76.84
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    4.81
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.72
   STREET FLOW TRAVEL TIME(MIN.) =   8.52   Tc(MIN.) =   66.06
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.769
   SINGLE-FAMILY(1/4 ACRE LOT) RUNOFF COEFFICIENT = .6404
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.80      SUBAREA RUNOFF(CFS) =   49.13
   TOTAL AREA(ACRES) =      881.0        PEAK FLOW RATE(CFS) =     576.40

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.63   HALFSTREET FLOOD WIDTH(FEET) =  78.12
   FLOW VELOCITY(FEET/SEC.) =  4.86   DEPTH*VELOCITY(FT*FT/SEC.) =   7.92
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 2460.0 FT WITH ELEVATION-DROP =   8.0 FT, IS   78.5 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    109.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    109.00 =   18580.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    109.00 TO NODE    110.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1441.00  DOWNSTREAM ELEVATION(FEET) = 1433.00
   STREET LENGTH(FEET) =  3090.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200



     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     604.32
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.73
     HALFSTREET FLOOD WIDTH(FEET) =   83.13
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    4.48
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.75
   STREET FLOW TRAVEL TIME(MIN.) =  11.48   Tc(MIN.) =   77.54
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  0.713
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8465
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   92.50      SUBAREA RUNOFF(CFS) =   55.83
   TOTAL AREA(ACRES) =      973.5        PEAK FLOW RATE(CFS) =     632.23

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.76   HALFSTREET FLOOD WIDTH(FEET) =  84.59
   FLOW VELOCITY(FEET/SEC.) =  4.53   DEPTH*VELOCITY(FT*FT/SEC.) =   7.96
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 3090.0 FT WITH ELEVATION-DROP =   8.0 FT, IS   96.4 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    110.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    110.00 =   21670.00 FEET.
 ============================================================================
   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =      973.5  TC(MIN.) =     77.54
   PEAK FLOW RATE(CFS)   =     632.23
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS
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 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * OFFSITE 100-YEAR                                                         *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\OFF100.DAT                           
   TIME/DATE OF STUDY: 11:38 11/14/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =  100.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =   6.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   10-YEAR STORM 10-MINUTE INTENSITY(INCH/HOUR) =  1.840
   10-YEAR STORM 60-MINUTE INTENSITY(INCH/HOUR) =  0.796
   100-YEAR STORM 10-MINUTE INTENSITY(INCH/HOUR) =  3.220
   100-YEAR STORM 60-MINUTE INTENSITY(INCH/HOUR) =  1.400
   SLOPE OF 10-YEAR INTENSITY-DURATION CURVE =  0.4676529
   SLOPE OF 100-YEAR INTENSITY-DURATION CURVE =  0.4648553
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =  100.00   1-HOUR INTENSITY(INCH/HOUR) =   1.400
   SLOPE OF INTENSITY DURATION CURVE = 0.4649
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: COMPUTE CONFLUENCE VALUES ACCORDING TO RCFC&WCD HYDROLOGY MANUAL
         AND IGNORE OTHER CONFLUENCE COMBINATIONS FOR DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS: UNDEVELOPED WITH POOR COVER
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =  3150.00
   UPSTREAM ELEVATION(FEET) =   1910.00
   DOWNSTREAM ELEVATION(FEET) =   1720.00
   ELEVATION DIFFERENCE(FEET) =    190.00
   TC = 0.533*[( 3150.00**3)/(   190.00)]**.2 =   23.423
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.168
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .6068
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =    122.99
   TOTAL AREA(ACRES) =     93.50   TOTAL RUNOFF(CFS) =    122.99

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  52
 ----------------------------------------------------------------------------



   >>>>>COMPUTE NATURAL VALLEY CHANNEL FLOW<<<<<
   >>>>>TRAVELTIME THRU SUBAREA<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =   1720.00  DOWNSTREAM(FEET) =   1550.00
   CHANNEL LENGTH THRU SUBAREA(FEET) =  3710.00   CHANNEL SLOPE =  0.0458
   CHANNEL FLOW THRU SUBAREA(CFS) =     122.99
   FLOW VELOCITY(FEET/SEC) =  10.82 (PER LACFCD/RCFC&WCD HYDROLOGY MANUAL)
   TRAVEL TIME(MIN.) =   5.72   Tc(MIN.) =   29.14
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    102.00 =    6860.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.959
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .5864
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90   SUBAREA RUNOFF(CFS) =  114.73
   TOTAL AREA(ACRES) =      193.4   TOTAL RUNOFF(CFS) =     237.72
   TC(MIN.) =   29.14

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  52
 ----------------------------------------------------------------------------
   >>>>>COMPUTE NATURAL VALLEY CHANNEL FLOW<<<<<
   >>>>>TRAVELTIME THRU SUBAREA<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =   1550.00  DOWNSTREAM(FEET) =   1510.00
   CHANNEL LENGTH THRU SUBAREA(FEET) =  1450.00   CHANNEL SLOPE =  0.0276
   CHANNEL FLOW THRU SUBAREA(CFS) =     237.72
   FLOW VELOCITY(FEET/SEC) =  10.28 (PER LACFCD/RCFC&WCD HYDROLOGY MANUAL)
   TRAVEL TIME(MIN.) =   2.35   Tc(MIN.) =   31.49
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    103.00 =    8310.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.889
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .5789
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   98.80   SUBAREA RUNOFF(CFS) =  108.06
   TOTAL AREA(ACRES) =      292.2   TOTAL RUNOFF(CFS) =     345.78
   TC(MIN.) =   31.49

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    104.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1510.00  DOWNSTREAM ELEVATION(FEET) = 1500.00
   STREET LENGTH(FEET) =  1870.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     421.43
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.33
     HALFSTREET FLOOD WIDTH(FEET) =   63.23
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    5.51
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =    7.33
   STREET FLOW TRAVEL TIME(MIN.) =   5.66   Tc(MIN.) =   37.15
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.749
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8663
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90      SUBAREA RUNOFF(CFS) =  151.40



   TOTAL AREA(ACRES) =      392.1        PEAK FLOW RATE(CFS) =     497.18

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.41   HALFSTREET FLOOD WIDTH(FEET) =  67.26
   FLOW VELOCITY(FEET/SEC.) =  5.71   DEPTH*VELOCITY(FT*FT/SEC.) =   8.06
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1870.0 FT WITH ELEVATION-DROP =  10.0 FT, IS  216.2 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    104.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    104.00 =   10180.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    104.00 TO NODE    105.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1500.00  DOWNSTREAM ELEVATION(FEET) = 1475.00
   STREET LENGTH(FEET) =  1670.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     568.37
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.23
     HALFSTREET FLOOD WIDTH(FEET) =   58.41
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    8.77
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   10.83
   STREET FLOW TRAVEL TIME(MIN.) =   3.17   Tc(MIN.) =   40.32
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.684
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8655
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   97.70      SUBAREA RUNOFF(CFS) =  142.40
   TOTAL AREA(ACRES) =      489.8        PEAK FLOW RATE(CFS) =     639.58

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.29   HALFSTREET FLOOD WIDTH(FEET) =  60.97
   FLOW VELOCITY(FEET/SEC.) =  9.02   DEPTH*VELOCITY(FT*FT/SEC.) =  11.60
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1670.0 FT WITH ELEVATION-DROP =  25.0 FT, IS  238.2 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    105.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    105.00 =   11850.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    105.00 TO NODE    106.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1475.00  DOWNSTREAM ELEVATION(FEET) = 1460.00
   STREET LENGTH(FEET) =  1490.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     709.76
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.43
     HALFSTREET FLOOD WIDTH(FEET) =   68.23
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    7.91
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   11.33
   STREET FLOW TRAVEL TIME(MIN.) =   3.14   Tc(MIN.) =   43.46



    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.626
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8647
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.80      SUBAREA RUNOFF(CFS) =  140.36
   TOTAL AREA(ACRES) =      589.6        PEAK FLOW RATE(CFS) =     779.94

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.48   HALFSTREET FLOOD WIDTH(FEET) =  70.74
   FLOW VELOCITY(FEET/SEC.) =  8.07   DEPTH*VELOCITY(FT*FT/SEC.) =  11.96
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1490.0 FT WITH ELEVATION-DROP =  15.0 FT, IS  239.4 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    106.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    106.00 =   13340.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    106.00 TO NODE    107.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1460.00  DOWNSTREAM ELEVATION(FEET) = 1455.00
   STREET LENGTH(FEET) =  1250.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     847.55
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.81
     HALFSTREET FLOOD WIDTH(FEET) =   87.09
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    5.72
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   10.34
   STREET FLOW TRAVEL TIME(MIN.) =   3.64   Tc(MIN.) =   47.11
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.567
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8639
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.90      SUBAREA RUNOFF(CFS) =  135.21
   TOTAL AREA(ACRES) =      689.5        PEAK FLOW RATE(CFS) =     915.16

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 1.86   HALFSTREET FLOOD WIDTH(FEET) =  89.72
   FLOW VELOCITY(FEET/SEC.) =  5.81   DEPTH*VELOCITY(FT*FT/SEC.) =  10.81
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1250.0 FT WITH ELEVATION-DROP =   5.0 FT, IS  227.0 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    107.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    107.00 =   14590.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    107.00 TO NODE    108.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1455.00  DOWNSTREAM ELEVATION(FEET) = 1450.00
   STREET LENGTH(FEET) =  1530.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =     974.47
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  1.98



     HALFSTREET FLOOD WIDTH(FEET) =   95.64
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    5.43
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   10.75
   STREET FLOW TRAVEL TIME(MIN.) =   4.70   Tc(MIN.) =   51.80
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.499
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8630
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   91.70      SUBAREA RUNOFF(CFS) =  118.62
   TOTAL AREA(ACRES) =      781.2        PEAK FLOW RATE(CFS) =    1033.77

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 2.02   HALFSTREET FLOOD WIDTH(FEET) =  97.84
   FLOW VELOCITY(FEET/SEC.) =  5.50   DEPTH*VELOCITY(FT*FT/SEC.) =  11.13
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 1530.0 FT WITH ELEVATION-DROP =   5.0 FT, IS  196.7 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    108.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    108.00 =   16120.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    108.00 TO NODE    109.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1449.00  DOWNSTREAM ELEVATION(FEET) = 1441.00
   STREET LENGTH(FEET) =  2460.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200

     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =    1083.56
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  2.06
     HALFSTREET FLOOD WIDTH(FEET) =   99.73
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    5.54
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   11.43
   STREET FLOW TRAVEL TIME(MIN.) =   7.40   Tc(MIN.) =   59.20
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.409
   SINGLE-FAMILY(1/4 ACRE LOT) RUNOFF COEFFICIENT = .7081
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   99.80      SUBAREA RUNOFF(CFS) =   99.55
   TOTAL AREA(ACRES) =      881.0        PEAK FLOW RATE(CFS) =    1133.33

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 2.10   HALFSTREET FLOOD WIDTH(FEET) = 101.50
   FLOW VELOCITY(FEET/SEC.) =  5.59   DEPTH*VELOCITY(FT*FT/SEC.) =  11.73
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 2460.0 FT WITH ELEVATION-DROP =   8.0 FT, IS  148.2 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    109.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    109.00 =   18580.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    109.00 TO NODE    110.00 IS CODE =  62
 ----------------------------------------------------------------------------
   >>>>>COMPUTE STREET FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>(STREET TABLE SECTION #  1 USED)<<<<<
 ============================================================================
   UPSTREAM ELEVATION(FEET) = 1441.00  DOWNSTREAM ELEVATION(FEET) = 1433.00
   STREET LENGTH(FEET) =  3090.00   CURB HEIGHT(INCHES) =  8.0
   STREET HALFWIDTH(FEET) = 30.00

   DISTANCE FROM CROWN TO CROSSFALL GRADEBREAK(FEET) =  20.00
   INSIDE STREET CROSSFALL(DECIMAL) =  0.018
   OUTSIDE STREET CROSSFALL(DECIMAL)  =  0.018

   SPECIFIED NUMBER OF HALFSTREETS CARRYING RUNOFF =  2
   STREET PARKWAY CROSSFALL(DECIMAL)  =  0.020
   Manning's FRICTION FACTOR for Streetflow Section(curb-to-curb) =   0.0150
   Manning's FRICTION FACTOR for Back-of-Walk Flow Section =   0.0200



     **TRAVEL TIME COMPUTED USING ESTIMATED FLOW(CFS) =    1185.45
     ***STREET FLOWING FULL***
     STREETFLOW MODEL RESULTS USING ESTIMATED FLOW:
     STREET FLOW DEPTH(FEET) =  2.23
     HALFSTREET FLOOD WIDTH(FEET) =  108.03
     AVERAGE FLOW VELOCITY(FEET/SEC.) =    5.15
     PRODUCT OF DEPTH&VELOCITY(FT*FT/SEC.) =   11.48
   STREET FLOW TRAVEL TIME(MIN.) =   9.99   Tc(MIN.) =   69.19
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.310
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8600
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =   92.50      SUBAREA RUNOFF(CFS) =  104.23
   TOTAL AREA(ACRES) =      973.5        PEAK FLOW RATE(CFS) =    1237.56

   END OF SUBAREA STREET FLOW HYDRAULICS:
   DEPTH(FEET) = 2.26   HALFSTREET FLOOD WIDTH(FEET) = 109.86
   FLOW VELOCITY(FEET/SEC.) =  5.20   DEPTH*VELOCITY(FT*FT/SEC.) =  11.77
   *NOTE: INITIAL SUBAREA NOMOGRAPH WITH SUBAREA PARAMETERS,
          AND L = 3090.0 FT WITH ELEVATION-DROP =   8.0 FT, IS  169.8 CFS,
          WHICH EXCEEDS THE TOP-OF-CURB STREET CAPACITY AT NODE    110.00
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    110.00 =   21670.00 FEET.
 ============================================================================
   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =      973.5  TC(MIN.) =     69.19
   PEAK FLOW RATE(CFS)   =    1237.56
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS
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 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * EXISTING CONDITION 10-YEAR                                               *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\EX10A.DAT                            
   TIME/DATE OF STUDY: 11:15 12/06/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =   10.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =  12.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   2-YEAR, 1-HOUR PRECIPITATION(INCH) =  0.450
   100-YEAR, 1-HOUR PRECIPITATION(INCH) =  1.100
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =   10.00   1-HOUR INTENSITY(INCH/HOUR) =   0.725
   SLOPE OF INTENSITY DURATION CURVE = 0.4900
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: CONSIDER ALL CONFLUENCE STREAM COMBINATIONS
         FOR ALL DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS: UNDEVELOPED WITH POOR COVER
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   645.00
   UPSTREAM ELEVATION(FEET) =   1442.30
   DOWNSTREAM ELEVATION(FEET) =   1438.70
   ELEVATION DIFFERENCE(FEET) =      3.60
   TC = 0.533*[(  645.00**3)/(     3.60)]**.2 =   19.993
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.242
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .4881
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      3.76
   TOTAL AREA(ACRES) =      6.21   TOTAL RUNOFF(CFS) =      3.76
 ============================================================================
   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =        6.2  TC(MIN.) =     19.99
   PEAK FLOW RATE(CFS)   =       3.76
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS
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 ____________________________________________________________________________
 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * EXISTING CONDITION 100-YEAR                                              *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\EX100A.DAT                           
   TIME/DATE OF STUDY: 11:11 12/06/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =  100.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =  12.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   2-YEAR, 1-HOUR PRECIPITATION(INCH) =  0.450
   100-YEAR, 1-HOUR PRECIPITATION(INCH) =  1.100
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =  100.00   1-HOUR INTENSITY(INCH/HOUR) =   1.100
   SLOPE OF INTENSITY DURATION CURVE = 0.4900
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: CONSIDER ALL CONFLUENCE STREAM COMBINATIONS
         FOR ALL DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS: UNDEVELOPED WITH POOR COVER
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   645.00
   UPSTREAM ELEVATION(FEET) =   1442.30
   DOWNSTREAM ELEVATION(FEET) =   1438.70
   ELEVATION DIFFERENCE(FEET) =      3.60
   TC = 0.533*[(  645.00**3)/(     3.60)]**.2 =   19.993
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.885
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .5785
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      6.77
   TOTAL AREA(ACRES) =      6.21   TOTAL RUNOFF(CFS) =      6.77
 ============================================================================
   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =        6.2  TC(MIN.) =     19.99
   PEAK FLOW RATE(CFS)   =       6.77
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS
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 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * PROPOSED CONDITION 10-YEAR                                               *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\PR10A.DAT                            
   TIME/DATE OF STUDY: 14:43 12/07/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =   10.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =  12.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   2-YEAR, 1-HOUR PRECIPITATION(INCH) =  0.450
   100-YEAR, 1-HOUR PRECIPITATION(INCH) =  1.100
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =   10.00   1-HOUR INTENSITY(INCH/HOUR) =   0.725
   SLOPE OF INTENSITY DURATION CURVE = 0.4900
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: CONSIDER ALL CONFLUENCE STREAM COMBINATIONS
         FOR ALL DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS COMMERCIAL
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   410.00
   UPSTREAM ELEVATION(FEET) =   1442.50
   DOWNSTREAM ELEVATION(FEET) =   1439.40
   ELEVATION DIFFERENCE(FEET) =      3.10
   TC = 0.303*[(  410.00**3)/(     3.10)]**.2 =    8.933
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      2.64
   TOTAL AREA(ACRES) =      1.65   TOTAL RUNOFF(CFS) =      2.64

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674



   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.48   SUBAREA RUNOFF(CFS) =    0.77
   TOTAL AREA(ACRES) =        2.1   TOTAL RUNOFF(CFS) =       3.40
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.26   SUBAREA RUNOFF(CFS) =    0.42
   TOTAL AREA(ACRES) =        2.4   TOTAL RUNOFF(CFS) =       3.82
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.25   SUBAREA RUNOFF(CFS) =    0.40
   TOTAL AREA(ACRES) =        2.6   TOTAL RUNOFF(CFS) =       4.22
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.38   SUBAREA RUNOFF(CFS) =    0.61
   TOTAL AREA(ACRES) =        3.0   TOTAL RUNOFF(CFS) =       4.83
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.37   SUBAREA RUNOFF(CFS) =    0.59
   TOTAL AREA(ACRES) =        3.4   TOTAL RUNOFF(CFS) =       5.42
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.25   SUBAREA RUNOFF(CFS) =    0.40
   TOTAL AREA(ACRES) =        3.6   TOTAL RUNOFF(CFS) =       5.82
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.842
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8674
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.35   SUBAREA RUNOFF(CFS) =    0.56
   TOTAL AREA(ACRES) =        4.0   TOTAL RUNOFF(CFS) =       6.38
   TC(MIN.) =    8.93

 ****************************************************************************



   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.90  DOWNSTREAM(FEET) =  1435.49
   FLOW LENGTH(FEET) =    71.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  18.0 INCH PIPE IS  11.7 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   5.25
   ESTIMATED PIPE DIAMETER(INCH) =  18.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =       6.38
   PIPE TRAVEL TIME(MIN.) =   0.23    Tc(MIN.) =    9.16
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    102.00 =     481.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    102.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.820
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8671
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.35   SUBAREA RUNOFF(CFS) =    0.55
   TOTAL AREA(ACRES) =        4.3   TOTAL RUNOFF(CFS) =       6.93
   TC(MIN.) =    9.16

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.49  DOWNSTREAM(FEET) =  1435.30
   FLOW LENGTH(FEET) =   103.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  21.0 INCH PIPE IS  16.6 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   3.40
   ESTIMATED PIPE DIAMETER(INCH) =  21.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =       6.93
   PIPE TRAVEL TIME(MIN.) =   0.50    Tc(MIN.) =    9.66
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    103.00 =     584.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    103.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.773
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8666
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.46   SUBAREA RUNOFF(CFS) =    0.71
   TOTAL AREA(ACRES) =        4.8   TOTAL RUNOFF(CFS) =       7.64
   TC(MIN.) =    9.66

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    111.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.80  DOWNSTREAM(FEET) =  1435.09
   FLOW LENGTH(FEET) =   345.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  24.0 INCH PIPE IS  14.9 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   3.74
   ESTIMATED PIPE DIAMETER(INCH) =  24.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =       7.64
   PIPE TRAVEL TIME(MIN.) =   1.54    Tc(MIN.) =   11.20
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    111.00 =     929.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =   1
 ----------------------------------------------------------------------------
   >>>>>DESIGNATE INDEPENDENT STREAM FOR CONFLUENCE<<<<<
 ============================================================================
   TOTAL NUMBER OF STREAMS =  2
   CONFLUENCE VALUES USED FOR INDEPENDENT STREAM  1 ARE:
   TIME OF CONCENTRATION(MIN.) =   11.20
   RAINFALL INTENSITY(INCH/HR) =   1.65
   TOTAL STREAM AREA(ACRES) =     4.80



   PEAK FLOW RATE(CFS) AT CONFLUENCE =      7.64

 ****************************************************************************
   FLOW PROCESS FROM NODE    110.00 TO NODE    111.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS COMMERCIAL
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   305.00
   UPSTREAM ELEVATION(FEET) =   1440.33
   DOWNSTREAM ELEVATION(FEET) =   1438.51
   ELEVATION DIFFERENCE(FEET) =      1.82
   TC = 0.303*[(  305.00**3)/(     1.82)]**.2 =    8.321
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.908
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8681
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      0.88
   TOTAL AREA(ACRES) =      0.53   TOTAL RUNOFF(CFS) =      0.88

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =   1
 ----------------------------------------------------------------------------
   >>>>>DESIGNATE INDEPENDENT STREAM FOR CONFLUENCE<<<<<
   >>>>>AND COMPUTE VARIOUS CONFLUENCED STREAM VALUES<<<<<
 ============================================================================
   TOTAL NUMBER OF STREAMS =  2
   CONFLUENCE VALUES USED FOR INDEPENDENT STREAM  2 ARE:
   TIME OF CONCENTRATION(MIN.) =    8.32
   RAINFALL INTENSITY(INCH/HR) =   1.91
   TOTAL STREAM AREA(ACRES) =     0.53
   PEAK FLOW RATE(CFS) AT CONFLUENCE =      0.88

   ** CONFLUENCE DATA **
   STREAM     RUNOFF       Tc      INTENSITY      AREA
   NUMBER      (CFS)     (MIN.)   (INCH/HOUR)    (ACRE)
       1        7.64    11.20        1.649          4.80
       2        0.88     8.32        1.908          0.53

   RAINFALL INTENSITY AND TIME OF CONCENTRATION RATIO
   CONFLUENCE FORMULA USED FOR  2 STREAMS.

   ** PEAK FLOW RATE TABLE **
   STREAM     RUNOFF      Tc      INTENSITY
   NUMBER      (CFS)    (MIN.)   (INCH/HOUR)
       1        6.55     8.32       1.908
       2        8.39    11.20       1.649

   COMPUTED CONFLUENCE ESTIMATES ARE AS FOLLOWS:
   PEAK FLOW RATE(CFS) =       8.39   Tc(MIN.) =   11.20
   TOTAL AREA(ACRES) =        5.3
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    111.00 =     929.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.649
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .5504
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.45   SUBAREA RUNOFF(CFS) =    0.41
   TOTAL AREA(ACRES) =        5.8   TOTAL RUNOFF(CFS) =       8.80
   TC(MIN.) =   11.20

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
     10 YEAR RAINFALL INTENSITY(INCH/HOUR) =  1.649
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .5504
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.43   SUBAREA RUNOFF(CFS) =    0.39
   TOTAL AREA(ACRES) =        6.2   TOTAL RUNOFF(CFS) =       9.19
   TC(MIN.) =   11.20
 ============================================================================



   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =        6.2  TC(MIN.) =     11.20
   PEAK FLOW RATE(CFS)   =       9.19
   *** PEAK FLOW RATE TABLE ***
          Q(CFS)   Tc(MIN.)
   1        7.53       8.32
   2        9.19      11.20
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS

� 
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 ****************************************************************************
             RATIONAL METHOD HYDROLOGY COMPUTER PROGRAM BASED ON
         RIVERSIDE COUNTY FLOOD CONTROL & WATER CONSERVATION DISTRICT
                       (RCFC&WCD)  1978 HYDROLOGY MANUAL
          (c) Copyright 1982-2016 Advanced Engineering Software (aes)
                       (Rational Tabling Version 23.0)
                    Release Date: 07/01/2016  License ID 1537

                            Analysis prepared by:

                                                                             
                                                                             
                                                                             
                                                                             

  ************************** DESCRIPTION OF STUDY **************************
 * DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS                            *
 * PROPOSED CONDITION 100-YEAR                                              *
 *                                                                          *
  **************************************************************************

   FILE NAME: X:\AES\21077\PR100A.DAT                           
   TIME/DATE OF STUDY: 10:35 12/07/2022
 ----------------------------------------------------------------------------
   USER SPECIFIED HYDROLOGY AND HYDRAULIC MODEL INFORMATION:
 ----------------------------------------------------------------------------
   USER SPECIFIED STORM EVENT(YEAR) =  100.00
   SPECIFIED MINIMUM PIPE SIZE(INCH) =  12.00
   SPECIFIED PERCENT OF GRADIENTS(DECIMAL) TO USE FOR FRICTION SLOPE = 0.95
   2-YEAR, 1-HOUR PRECIPITATION(INCH) =  0.450
   100-YEAR, 1-HOUR PRECIPITATION(INCH) =  1.100
   COMPUTED RAINFALL INTENSITY DATA:
   STORM EVENT =  100.00   1-HOUR INTENSITY(INCH/HOUR) =   1.100
   SLOPE OF INTENSITY DURATION CURVE = 0.4900
   RCFC&WCD HYDROLOGY MANUAL "C"-VALUES USED FOR RATIONAL METHOD
   NOTE: CONSIDER ALL CONFLUENCE STREAM COMBINATIONS
         FOR ALL DOWNSTREAM ANALYSES
   *USER-DEFINED STREET-SECTIONS FOR COUPLED PIPEFLOW AND STREETFLOW MODEL*
      HALF-  CROWN TO   STREET-CROSSFALL:   CURB  GUTTER-GEOMETRIES:  MANNING
      WIDTH  CROSSFALL  IN-  / OUT-/PARK-  HEIGHT  WIDTH  LIP   HIKE  FACTOR
 NO.   (FT)     (FT)    SIDE / SIDE/ WAY    (FT)    (FT)  (FT)  (FT)    (n)
 ===  =====  =========  =================  ======  ===== ====== ===== =======
   1   30.0     20.0    0.018/0.018/0.020   0.67    2.00 0.0313 0.167 0.0150

   GLOBAL STREET FLOW-DEPTH CONSTRAINTS:
     1. Relative Flow-Depth =  0.00 FEET
        as (Maximum Allowable Street Flow Depth) - (Top-of-Curb)
     2. (Depth)*(Velocity) Constraint =  6.0 (FT*FT/S)
   *SIZE PIPE WITH A FLOW CAPACITY GREATER THAN
    OR EQUAL TO THE UPSTREAM TRIBUTARY PIPE.*

 ****************************************************************************
   FLOW PROCESS FROM NODE    100.00 TO NODE    101.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS COMMERCIAL
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   410.00
   UPSTREAM ELEVATION(FEET) =   1442.50
   DOWNSTREAM ELEVATION(FEET) =   1439.40
   ELEVATION DIFFERENCE(FEET) =      3.10
   TC = 0.303*[(  410.00**3)/(     3.10)]**.2 =    8.933
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      4.04
   TOTAL AREA(ACRES) =      1.65   TOTAL RUNOFF(CFS) =      4.04

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755



   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.48   SUBAREA RUNOFF(CFS) =    1.18
   TOTAL AREA(ACRES) =        2.1   TOTAL RUNOFF(CFS) =       5.22
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.26   SUBAREA RUNOFF(CFS) =    0.64
   TOTAL AREA(ACRES) =        2.4   TOTAL RUNOFF(CFS) =       5.85
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.25   SUBAREA RUNOFF(CFS) =    0.61
   TOTAL AREA(ACRES) =        2.6   TOTAL RUNOFF(CFS) =       6.46
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.38   SUBAREA RUNOFF(CFS) =    0.93
   TOTAL AREA(ACRES) =        3.0   TOTAL RUNOFF(CFS) =       7.40
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.37   SUBAREA RUNOFF(CFS) =    0.91
   TOTAL AREA(ACRES) =        3.4   TOTAL RUNOFF(CFS) =       8.30
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.25   SUBAREA RUNOFF(CFS) =    0.61
   TOTAL AREA(ACRES) =        3.6   TOTAL RUNOFF(CFS) =       8.91
   TC(MIN.) =    8.93

 ****************************************************************************
   FLOW PROCESS FROM NODE    101.00 TO NODE    101.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.797
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8755
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.35   SUBAREA RUNOFF(CFS) =    0.86
   TOTAL AREA(ACRES) =        4.0   TOTAL RUNOFF(CFS) =       9.77
   TC(MIN.) =    8.93

 ****************************************************************************



   FLOW PROCESS FROM NODE    101.00 TO NODE    102.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.90  DOWNSTREAM(FEET) =  1435.49
   FLOW LENGTH(FEET) =    71.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  21.0 INCH PIPE IS  13.8 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   5.83
   ESTIMATED PIPE DIAMETER(INCH) =  21.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =       9.77
   PIPE TRAVEL TIME(MIN.) =   0.20    Tc(MIN.) =    9.14
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    102.00 =     481.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    102.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.766
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8753
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.35   SUBAREA RUNOFF(CFS) =    0.85
   TOTAL AREA(ACRES) =        4.3   TOTAL RUNOFF(CFS) =      10.62
   TC(MIN.) =    9.14

 ****************************************************************************
   FLOW PROCESS FROM NODE    102.00 TO NODE    103.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.49  DOWNSTREAM(FEET) =  1435.30
   FLOW LENGTH(FEET) =   103.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  27.0 INCH PIPE IS  17.5 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   3.88
   ESTIMATED PIPE DIAMETER(INCH) =  27.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =      10.62
   PIPE TRAVEL TIME(MIN.) =   0.44    Tc(MIN.) =    9.58
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    103.00 =     584.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    103.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.703
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8749
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.46   SUBAREA RUNOFF(CFS) =    1.09
   TOTAL AREA(ACRES) =        4.8   TOTAL RUNOFF(CFS) =      11.71
   TC(MIN.) =    9.58

 ****************************************************************************
   FLOW PROCESS FROM NODE    103.00 TO NODE    111.00 IS CODE =  31
 ----------------------------------------------------------------------------
   >>>>>COMPUTE PIPE-FLOW TRAVEL TIME THRU SUBAREA<<<<<
   >>>>>USING COMPUTER-ESTIMATED PIPESIZE (NON-PRESSURE FLOW)<<<<<
 ============================================================================
   ELEVATION DATA: UPSTREAM(FEET) =  1435.80  DOWNSTREAM(FEET) =  1435.09
   FLOW LENGTH(FEET) =   345.00   MANNING'S N =  0.012
   DEPTH OF FLOW IN  27.0 INCH PIPE IS  18.1 INCHES
   PIPE-FLOW VELOCITY(FEET/SEC.) =   4.14
   ESTIMATED PIPE DIAMETER(INCH) =  27.00    NUMBER OF PIPES =   1
   PIPE-FLOW(CFS) =      11.71
   PIPE TRAVEL TIME(MIN.) =   1.39    Tc(MIN.) =   10.97
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    111.00 =     929.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =   1
 ----------------------------------------------------------------------------
   >>>>>DESIGNATE INDEPENDENT STREAM FOR CONFLUENCE<<<<<
 ============================================================================
   TOTAL NUMBER OF STREAMS =  2
   CONFLUENCE VALUES USED FOR INDEPENDENT STREAM  1 ARE:
   TIME OF CONCENTRATION(MIN.) =   10.97
   RAINFALL INTENSITY(INCH/HR) =   2.53
   TOTAL STREAM AREA(ACRES) =     4.80



   PEAK FLOW RATE(CFS) AT CONFLUENCE =     11.71

 ****************************************************************************
   FLOW PROCESS FROM NODE    110.00 TO NODE    111.00 IS CODE =  21
 ----------------------------------------------------------------------------
   >>>>>RATIONAL METHOD INITIAL SUBAREA ANALYSIS<<<<<
 ============================================================================
          ASSUMED INITIAL SUBAREA UNIFORM
          DEVELOPMENT IS COMMERCIAL
   TC = K*[(LENGTH**3)/(ELEVATION CHANGE)]**.2
   INITIAL SUBAREA FLOW-LENGTH(FEET) =   305.00
   UPSTREAM ELEVATION(FEET) =   1440.33
   DOWNSTREAM ELEVATION(FEET) =   1438.51
   ELEVATION DIFFERENCE(FEET) =      1.82
   TC = 0.303*[(  305.00**3)/(     1.82)]**.2 =    8.321
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.896
   COMMERCIAL DEVELOPMENT RUNOFF COEFFICIENT = .8761
   SOIL CLASSIFICATION IS "B"
   SUBAREA RUNOFF(CFS) =      1.34
   TOTAL AREA(ACRES) =      0.53   TOTAL RUNOFF(CFS) =      1.34

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =   1
 ----------------------------------------------------------------------------
   >>>>>DESIGNATE INDEPENDENT STREAM FOR CONFLUENCE<<<<<
   >>>>>AND COMPUTE VARIOUS CONFLUENCED STREAM VALUES<<<<<
 ============================================================================
   TOTAL NUMBER OF STREAMS =  2
   CONFLUENCE VALUES USED FOR INDEPENDENT STREAM  2 ARE:
   TIME OF CONCENTRATION(MIN.) =    8.32
   RAINFALL INTENSITY(INCH/HR) =   2.90
   TOTAL STREAM AREA(ACRES) =     0.53
   PEAK FLOW RATE(CFS) AT CONFLUENCE =      1.34

   ** CONFLUENCE DATA **
   STREAM     RUNOFF       Tc      INTENSITY      AREA
   NUMBER      (CFS)     (MIN.)   (INCH/HOUR)    (ACRE)
       1       11.71    10.97        2.529          4.80
       2        1.34     8.32        2.896          0.53

   RAINFALL INTENSITY AND TIME OF CONCENTRATION RATIO
   CONFLUENCE FORMULA USED FOR  2 STREAMS.

   ** PEAK FLOW RATE TABLE **
   STREAM     RUNOFF      Tc      INTENSITY
   NUMBER      (CFS)    (MIN.)   (INCH/HOUR)
       1       10.23     8.32       2.896
       2       12.88    10.97       2.529

   COMPUTED CONFLUENCE ESTIMATES ARE AS FOLLOWS:
   PEAK FLOW RATE(CFS) =      12.88   Tc(MIN.) =   10.97
   TOTAL AREA(ACRES) =        5.3
   LONGEST FLOWPATH FROM NODE    100.00 TO NODE    111.00 =     929.00 FEET.

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.529
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .6364
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.45   SUBAREA RUNOFF(CFS) =    0.72
   TOTAL AREA(ACRES) =        5.8   TOTAL RUNOFF(CFS) =      13.60
   TC(MIN.) =   10.97

 ****************************************************************************
   FLOW PROCESS FROM NODE    111.00 TO NODE    111.00 IS CODE =  81
 ----------------------------------------------------------------------------
   >>>>>ADDITION OF SUBAREA TO MAINLINE PEAK FLOW<<<<<
 ============================================================================
    100 YEAR RAINFALL INTENSITY(INCH/HOUR) =  2.529
   UNDEVELOPED WATERSHED RUNOFF COEFFICIENT = .6364
   SOIL CLASSIFICATION IS "B"
   SUBAREA AREA(ACRES) =    0.43   SUBAREA RUNOFF(CFS) =    0.69
   TOTAL AREA(ACRES) =        6.2   TOTAL RUNOFF(CFS) =      14.30
   TC(MIN.) =   10.97
 ============================================================================



   END OF STUDY SUMMARY:
   TOTAL AREA(ACRES)     =        6.2  TC(MIN.) =     10.97
   PEAK FLOW RATE(CFS)   =      14.30
   *** PEAK FLOW RATE TABLE ***
          Q(CFS)   Tc(MIN.)
   1       11.91       8.32
   2       14.30      10.97
 ============================================================================
 ============================================================================
   END OF RATIONAL METHOD ANALYSIS

� 
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Catch basin capacity is determined by the design capacity found by the Equation: 
 

�� = ���ℎ�.	 ∗  0.50    0.50 factor to account for 50 percent clogging 
 
 Or  h = [ (2 * Qw) / (3 * P) ] 2/3 

 
Where 
Qw = 100-Year Flow Rate 
W = Width of Grate parallel to curb 
L = Length of Grate Perpendicular to cub 
Cw  = Wier Coefficient = 3 
P = Open Perimeter =  
h = Allowable head on grate 
 

 

 

 

 

 

 

 

 

Subarea Area Draining 
to Catch Basin 

(acres) 

Flow 
Rate Qw 

(cfs) 

Perimeter P (ft) Required 
Head h 

(ft) 

Available 
Head h 

(ft) 

1.01 1.65 4.04 2 x (2 + 3) = 10.00 0.42 0.50 

1.10 0.46 1.09 2 x (2 + 3) = 10.00 0.17 0.50 

1.11 0.53 1.34 4 x 2 = 8.00 0.23 0.50 

1.12 0.45 0.72 4 x 2 = 8.00 0.15 0.25 

1.13 0.43 0.70 4 x 2 = 8.00 0.15 0.25 
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APPENDIX F – HYDRAULIC CALCULATIONS 
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Storm Drain Pipe Sizing Calculations 

============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.02 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   0.670 

     PIPE SLOPE(FEET/FEET) =  0.0070 

     PIPEFLOW(CFS) =         1.18 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.51 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.290 

     CRITICAL FLOW TOP-WIDTH(FEET) =   0.566 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =            9.29 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     4.064 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.26 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.51 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            0.77 

     NOTE:GIVEN NORMAL DEPTH IS LOWER VALUE OF TWO POSSIBLE. 

     SUGGEST CONSIDERATION OF WAVE ACTION, UNCERTAINTY, ETC. 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.60   LESS THAN 8” OK 

     FLOW AREA(SQUARE FEET) =      0.33 

     FLOW TOP-WIDTH(FEET) =     0.411 

     FLOW PRESSURE + MOMENTUM(POUNDS) =            8.11 

     FLOW VELOCITY(FEET/SEC.) =           3.546 

     FLOW VELOCITY HEAD(FEET) =           0.195 

     HYDRAULIC DEPTH(FEET) =      0.81 

     FROUDE NUMBER =     0.695 

     SPECIFIC ENERGY(FEET) =            0.79 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADIN GDOCK DOWNSTREAM OF SUBAREA 1.03 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   1.000 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         1.82 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.57 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.467 

     CRITICAL FLOW TOP-WIDTH(FEET) =   0.989 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           20.92 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     3.899 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.24 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.47 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            0.81 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.60   LESS THAN 12” OK 

     FLOW AREA(SQUARE FEET) =      0.49 

     FLOW TOP-WIDTH(FEET) =     0.981 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           20.98 

     FLOW VELOCITY(FEET/SEC.) =           3.721 

     FLOW VELOCITY HEAD(FEET) =           0.215 

     HYDRAULIC DEPTH(FEET) =      0.50 

     FROUDE NUMBER =     0.928 

     SPECIFIC ENERGY(FEET) =            0.81 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.04 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   1.000 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         2.43 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.67 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.557 

     CRITICAL FLOW TOP-WIDTH(FEET) =   0.942 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           30.72 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     4.363 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.30 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.59 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            0.96 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.74   LESS THAN 12” OK 

     FLOW AREA(SQUARE FEET) =      0.62 

     FLOW TOP-WIDTH(FEET) =     0.883 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           31.16 

     FLOW VELOCITY(FEET/SEC.) =           3.927 

     FLOW VELOCITY HEAD(FEET) =           0.239 

     HYDRAULIC DEPTH(FEET) =      0.70 

     FROUDE NUMBER =     0.827 

     SPECIFIC ENERGY(FEET) =            0.97 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDTION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.05 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   1.250 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         3.36 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.74 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.755 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.229 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           43.97 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     4.448 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.31 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.61 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.05 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.76   LESS THAN 15” OK 

     FLOW AREA(SQUARE FEET) =      0.78 

     FLOW TOP-WIDTH(FEET) =     1.223 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           44.01 

     FLOW VELOCITY(FEET/SEC.) =           4.334 

     FLOW VELOCITY HEAD(FEET) =           0.292 

     HYDRAULIC DEPTH(FEET) =      0.63 

     FROUDE NUMBER =     0.959 

     SPECIFIC ENERGY(FEET) =            1.05 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.06 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   1.250 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         4.27 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.84 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.873 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.176 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           60.47 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     4.890 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.37 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.74 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.21 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.90   LESS THAN 15” OK 

     FLOW AREA(SQUARE FEET) =      0.94 

     FLOW TOP-WIDTH(FEET) =     1.127 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           60.84 

     FLOW VELOCITY(FEET/SEC.) =           4.537 

     FLOW VELOCITY HEAD(FEET) =           0.320 

     HYDRAULIC DEPTH(FEET) =      0.84 

     FROUDE NUMBER =     0.875 

     SPECIFIC ENERGY(FEET) =            1.22 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.07 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   1.250 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         4.88 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.90 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.941 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.127 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           72.33 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     5.186 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.42 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.84 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.31 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      1.01   LESS THAN 15” OK 

     FLOW AREA(SQUARE FEET) =      1.06 

     FLOW TOP-WIDTH(FEET) =     0.986 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           73.96 

     FLOW VELOCITY(FEET/SEC.) =           4.597 

     FLOW VELOCITY HEAD(FEET) =           0.328 

     HYDRAULIC DEPTH(FEET) =      1.08 

     FROUDE NUMBER =     0.781 

     SPECIFIC ENERGY(FEET) =            1.34 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.08 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   2.000 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =         9.77 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      1.12 

     CRITICAL FLOW AREA(SQUARE FEET) =     1.806 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.986 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =          156.17 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     5.411 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.45 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.91 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.57 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      1.07   LESS THAN 24” OK 

     FLOW AREA(SQUARE FEET) =      1.72 

     FLOW TOP-WIDTH(FEET) =     1.994 

     FLOW PRESSURE + MOMENTUM(POUNDS) =          156.66 

     FLOW VELOCITY(FEET/SEC.) =           5.681 

     FLOW VELOCITY HEAD(FEET) =           0.501 

     HYDRAULIC DEPTH(FEET) =      0.86 

     FROUDE NUMBER =     1.078 

     SPECIFIC ENERGY(FEET) =            1.58 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN LOADING DOCK DOWNSTREAM OF SUBAREA 1.09 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   2.000 

     PIPE SLOPE(FEET/FEET) =  0.0050 

     PIPEFLOW(CFS) =        10.62 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      1.17 

     CRITICAL FLOW AREA(SQUARE FEET) =     1.904 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.972 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =          174.40 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     5.577 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.48 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.97 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.65 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      1.13   LESS THAN 24” OK 

     FLOW AREA(SQUARE FEET) =      1.83 

     FLOW TOP-WIDTH(FEET) =     1.983 

     FLOW PRESSURE + MOMENTUM(POUNDS) =          174.57 

     FLOW VELOCITY(FEET/SEC.) =           5.794 

     FLOW VELOCITY HEAD(FEET) =           0.521 

     HYDRAULIC DEPTH(FEET) =      0.92 

     FROUDE NUMBER =     1.062 

     SPECIFIC ENERGY(FEET) =            1.65 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN EAST PARKING LOT DOWNSTREAM OF SUBAREA 1.10 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   2.000 

     PIPE SLOPE(FEET/FEET) =  0.0020 

     PIPEFLOW(CFS) =        11.71 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      1.23 

     CRITICAL FLOW AREA(SQUARE FEET) =     2.024 

     CRITICAL FLOW TOP-WIDTH(FEET) =   1.947 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =          198.52 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     5.786 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.52 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      1.04 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            1.75 

     NOTE:GIVEN NORMAL DEPTH IS LOWER VALUE OF TWO POSSIBLE. 

     SUGGEST CONSIDERATION OF WAVE ACTION, UNCERTAINTY, ETC. 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      1.81   LESS THAN 24” OK 

     FLOW AREA(SQUARE FEET) =      2.99 

     FLOW TOP-WIDTH(FEET) =     1.169 

     FLOW PRESSURE + MOMENTUM(POUNDS) =          248.98 

     FLOW VELOCITY(FEET/SEC.) =           3.914 

     FLOW VELOCITY HEAD(FEET) =           0.238 

     HYDRAULIC DEPTH(FEET) =      2.56 

     FROUDE NUMBER =     0.431 

     SPECIFIC ENERGY(FEET) =            2.05 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN WEST LANDSCAPE, SUBAREA 1.12 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   0.670 

     PIPE SLOPE(FEET/FEET) =  0.0040 

     PIPEFLOW(CFS) =         0.72 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.40 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.220 

     CRITICAL FLOW TOP-WIDTH(FEET) =   0.657 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =            6.94 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     3.280 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.17 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.33 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            0.57 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.48   LESS THAN 8” OK 

     FLOW AREA(SQUARE FEET) =      0.27 

     FLOW TOP-WIDTH(FEET) =     0.606 

     FLOW PRESSURE + MOMENTUM(POUNDS) =            6.63 

     FLOW VELOCITY(FEET/SEC.) =           2.675 

     FLOW VELOCITY HEAD(FEET) =           0.111 

     HYDRAULIC DEPTH(FEET) =      0.44 

     FROUDE NUMBER =     0.707 

     SPECIFIC ENERGY(FEET) =            0.59 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   STORM DRAIN IN SOUTH LANDSCAPE, SUBAREA 1.13 

 **************************************************************************** 

 >>>>PIPEFLOW HYDRAULIC INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     PIPE DIAMETER(FEET) =   0.830 

     PIPE SLOPE(FEET/FEET) =  0.0040 

     PIPEFLOW(CFS) =         1.42 

     MANNINGS FRICTION FACTOR = 0.012000 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL DEPTH(FEET) =      0.53 

     CRITICAL FLOW AREA(SQUARE FEET) =     0.368 

     CRITICAL FLOW TOP-WIDTH(FEET) =   0.795 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =           15.97 

     CRITICAL FLOW VELOCITY(FEET/SEC.) =     3.860 

     CRITICAL FLOW VELOCITY HEAD(FEET) =            0.23 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =      0.46 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =            0.77 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     NORMAL DEPTH(FEET) =      0.65   LESS THAN 10” OK 

     FLOW AREA(SQUARE FEET) =      0.45 

     FLOW TOP-WIDTH(FEET) =     0.685 

     FLOW PRESSURE + MOMENTUM(POUNDS) =           16.93 

     FLOW VELOCITY(FEET/SEC.) =           3.125 

     FLOW VELOCITY HEAD(FEET) =           0.152 

     HYDRAULIC DEPTH(FEET) =      0.66 

     FROUDE NUMBER =     0.676 

     SPECIFIC ENERGY(FEET) =            0.80 

 ============================================================================ 
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============================================================================ 

  Problem Descriptions: 

   DED21077 PLACENTIA AVE & REDLANDS AVE, PERRIS 

   PROPOSED CONDITION 100-YEAR 

   PARKWAY DRAIN AT S.E. CORNER OF SITE TO PLACENTIA AVE 

 **************************************************************************** 

 >>>>CHANNEL INPUT INFORMATION<<<< 

 ---------------------------------------------------------------------------- 

     CHANNEL Z1(HORIZONTAL/VERTICAL) =    0.00 

             Z2(HORIZONTAL/VERTICAL) =    0.00 

     BASEWIDTH(FEET) =     6.00 

     CONSTANT CHANNEL SLOPE(FEET/FEET) = 0.020000 

     UNIFORM FLOW(CFS) =       12.70   14.30 cfs site runoff – 1.60 cfs pump in Line H 

     MANNINGS FRICTION FACTOR = 0.0140 

 ============================================================================ 

     NORMAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     >>>>> NORMAL DEPTH(FEET) =   0.32   LESS THAN 4” OK 

     FLOW TOP-WIDTH(FEET) =         6.00 

     FLOW AREA(SQUARE FEET) =           1.93 

     HYDRAULIC DEPTH(FEET) =     0.32 

     FLOW AVERAGE VELOCITY(FEET/SEC.) =     6.57 

     UNIFORM FROUDE NUMBER =    2.038 

     PRESSURE + MOMENTUM(POUNDS) =          181.06 

     AVERAGED VELOCITY HEAD(FEET) =      0.670 

     SPECIFIC ENERGY(FEET) =      0.992 

 ============================================================================ 

     CRITICAL-DEPTH FLOW INFORMATION: 

 ---------------------------------------------------------------------------- 

     CRITICAL FLOW TOP-WIDTH(FEET) =         6.00 

     CRITICAL FLOW AREA(SQUARE FEET) =           3.11 

     CRITICAL FLOW HYDRAULIC DEPTH(FEET) =     0.52 

     CRITICAL FLOW AVERAGE VELOCITY(FEET/SEC.) =     4.08 

     CRITICAL DEPTH(FEET) =     0.52 

     CRITICAL FLOW PRESSURE + MOMENTUM(POUNDS) =          150.80 

     AVERAGED CRITICAL FLOW VELOCITY HEAD(FEET) =      0.259 

     CRITICAL FLOW SPECIFIC ENERGY(FEET) =      0.777 

 ============================================================================ 
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Rip Rap Sizing Calculations 

 
Rip rap pad dimension requirement is determined by the equation: 

 

Lsp / Do = 1.7 x [Q / (Do ) ^ 5/2] + 8 

 

Where 

Lsp = Length of rip rap pad required 

Do = Equivalent discharge pipe diameter 

Q  = Tributary flow 

 

Rip rap requirement downstream end of proposed Line H 

 

Do = 6” (force main) = 0.50’ Q100 = 1.60 cfs 

 

Lsp / Do = [1.7 x 1.60 / (0.50 ^ 5/2)] + 8 = 23.39 

 

Length of Rip Rap Pad: Lsp = 0.50 x 23.39 = 11.69 ft  12.0 ft 

 

Upstream width = 3 Do = 1.5 ft 

 

Downstream width = ½ Lsp + 3 Do = 5.85 + 1.5 = 7.35 ft  7.4 ft 

 

Flow Velocity V = Q100 / Pipe Cross-Section Area  

    = 1.60 cfs / [3.14 x (0.25 ft)2] = 8.15 fps 

 

Minimum rock size per Rock Diameter vs. Bottom Velocity graph (see next page) = 10 inch 
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Residual Storm Volume to be Pumped at Downstream End of Line H  
 

Double 10 ft x 7 ft RC Box, from Station 10+00 to Station 16+60: 

= 2 x 10 ft x 7 ft x 660 ft 

= 92,400 CF 

 

36-inch pipe, from Station 16+60 to Station 19+42: 

= 3.14 x (1.50 ft)2 x 282 ft 

= 1,993 CF 

 

City-maintained detention basin above elevation 1433.12 (invert at upstream end of 36-inch 

pipe) and below elevation 1437.23 (water surface elevation): 

= 43,921 CF (See basin volume chart below) 

 

Elevation (ft) Area (SF) Volume (CF) Cumulative Volume (CF) 

1433.12 7,988 0 0 

1434.00 9,208 7,566 7,566 

1435.00 10,407 9,808 17,374 

1436.00 11,682 11,045 28,418 

1437.00 13,178 12,430 40,848 

1437.23 13,543 3,073 43,921 

 

Total residual storm volume to be pumped 

= 92,400 + 1,993 , 43,921 

= 138,314 CF 

 

Flow rate required to pump dry in 24 hours: 

= (138,314 CF / 24 HR) x (1 HR / 3,600 sec) 

= 1.60 cfs 

= 718 gpm (1.00 cfs = 448.8 gpm) 
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APPENDIX G – HYDROLOGY MAPS 
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APPENDIX H – REFERENCE PLANS 

 



NOTE:
WORK CONTAINED WITHIN THESE PLANS SHALL NOT
COMMMENCE UNTIL AND ENCROACHMENT PERMIT
AND/OR A GRADING PERMIT HAS BEEN ISSUED.
THE PRIVATE ENGINEER SIGNING THESE PLANS IS REPSONSIBLE FOR
ASSURING THE ACCURACY AND ACCEPTABILITY OF THE DESIGN HEREON.
IN THE EVENT OF DISCREPANCIES ARISING AFTER CITY APPROVAL OR
DURING CONSTRUCTION, THE PRIVATE ENGINEER SHALL BE
RESPONSBILE FOR DETERMINING AN ACCEPTABLE SOLUTION AND
REVISING THE PLANS FOR APPROVAL BY THE CITY.
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GENERAL NOTES
1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

CONTRACTOR SHALL VERIFY ALL EXISTING FIELD CONDITIONS AND NOTIFY DESIGN ENGINEER OF ANY 
DISCREPANCIES PRIOR TO CONSTRUCTION.

CONTRACTOR TO VERIFY POINTS OF CONNECTION TO PIPES, INLETS, CURBS, GUTTERS, ETC. AND 
NOTIFY TRUXAW AND ASSOCIATES OF ANY DISCREPANIES PRIOR TO CONSTRUCTION.

REFER TO ARCHITECTURAL PLANS FOR BUILDING DIMENSIONS, BUILDING SETBACKS, CONCRETE COLORS 
AND FINISHES, STRUCTURAL DETAILS, WALKWAYS, EXPANSION JOINT LOCATIONS, UTILITIES, ETC.

ALL WORK SHALL BE DONE IN STRICT CONFORMANCE WITH CURRENT CITY OF PERRIS AND SPPWC 
STANDARDS. WORK SHALL ALSO CONFORM TO APPLICABLE BUILDING CODES (CA BUILDING CODE,
CA PLUMBING CODE, ETC.) AS INTERPRETED BY THE CITY OF LA MIRADA. ALL WHEEL CHAIR RAMPS 
SHALL BE CONSTRUCTED AS PER CURRENT ADA (AMERICANS WITH DISABILITIES ACT) STANDARDS 
INCLUDING BUT NOT LIMITED TO SLOPE, TRUNCATED DOMES, ETC.

ALL CONTRACTORS PERFORMING WORK ON THIS PROJECT SHALL FAMILIARIZE THEMSELVES WITH THE 
SITE AND SHALL BE SOLELY RESPONSIBLE FOR ANY DAMAGE TO EXISTING FACILITIES RESULTING 
DIRECTLY OR INDIRECTLY FROM THEIR OPERATIONS, WHETHER OR NOT SHOWN ON THESE PLANS.

EXISTING UNDERGROUND UTILITY LINE LOCATIONS WERE TAKEN FROM AVAILABLE RECORDS. 
UTILITIES MAY EXIST THAT ARE NOT PLOTTED HEREON.

OTHER

* DATUM NOTE
THIS PLAN WAS PREPARED ON COUNTY OF RIVERSIDE DATUM.

* EQUATION

SUBTRACT 2.23’ FROM ALL ELEVATIONS HEREON TO EQUAL CITY OF PERRIS 
BENCHMARK DATUM.

* BASIS OF BEARINGS

THE BEARING OF S 00°27’00” E AS THE EASTERLY LINE OF PARCELS 3 AND 4 PER 
PARCEL MAP NO. 11104, BOOK 47, PAGE 62 WAS USED AS THE BASIS OF BEARINGS 
FOR THIS SURVEY.

UTILITY PROVIDERS

12.

13.

14.

EXISTING UNDERGROUND UTILITIES ARE TO BE RELOCATED BY THE CONTRACTOR AS REQUIRED TO 
AVOID CONFLICT WITH PROPOSED STRUCTURES. REFER TO PLANS FOR DETAILS.

CALL UNDERGROUND SERVICE ALERT FOR UNDERGROUND LOCATIONS 48 HOURS BEFORE YOU DIG. 811.

THE CONTRACTOR SHALL RENEW OR REPLACE ANY EXISTING TRAFFIC STRIPING AND/OR PAVEMENT 
MARKINGS, WHICH DURING HIS OPERATIONS HAVE BEEN EITHER REMOVED OR THE EFFECTIVENESS OF 
WHICH HAS BEEN REDUCED.

THE CONTRACTOR SHALL COMPLY WITH THE SOILS REPORT (AND ADDENDA) FOR THIS PROJECT AND 
ALL RECOMMENDATIONS FROM THE SOILS ENGINEER. (SEE INFORMATION AT BOTTOM RIGHT)

ALL TOPOGRAPHIC AND BOUNDARY INFORMATION SHOWN HEREON WAS OBTAINED FROM AN ALTA/ACSM 
TITLE SURVEY DATED DECEMBER 6, 2021 BY TRUXAW AND ASSOCIATES, INC.

THESE PLANS ARE BASED ON THE SITE PLAN PROVIDED TO TRUXAW AND ASSOCIATES ON 02-10-22.

ALL STORM DRAIN AND SEWER PIPE SHALL BE PLACED BEGINNING AT THE DOWNSTREAM POINT OF 
CONNECTION AND CONTINUING TO THE UPSTREAM TERMINUS. PIPE PLACEMENT SHALL BE CONTINUOUS. 
DEVIATIONS FROM THIS SEQUENCE WILL NOT BE PERMITTED. P0TH0LING INFORMATION, WHERE 
REQUIRED, SHALL BE OBTAINED AND PROVIDED TO TRUXAW AND ASSOCIATES PRIOR TO CONSTRUCTION.

SEWER........... EASTERN MUNICIPAL WATER DISTRICT............ (951) 928-3777
STORM DRAIN................ CITY OF PERRIS.................................... (951) 657-3280
WATER........... EASTERN MUNICIPAL WATER DISTRICT............ (951) 928-3777

ELECTRIC...... SOUTHERN CALIFORNIA EDISON........................ (951) 928-8290
CABLE.........................CHARTER COMMUNICATIONS................. (951) 406-1666
GAS.........................SOUTHERN CALIFORNIA GAS...................... (951) 406-1666
TELEPHONE..........  FRONTIER COMMUNICATIONS....................(877) 462-6640

FLOOD ZONE

COMMUNITY NUMBER: 060258 1430H, EFFECTIVE DATE: AUGUST 18, 2014 
ZONE JL; PROPERTY NOT IN A SPECIAL FLOOD HAZARD AREA. AREA 
DETERMINED TO BE OUTSIDE THE 0.2% ANNUAL CHANCE FLOODPLAIN.
FLOOD INSURANCE IS AVAILABLE, BUT NOT REQUIRED.
INFORMATION OBTAINED FROM CERTIFIED FLOOD SYSTEMS, INC. ON 11/10/2021

ALL IMPROVEMENTS BEYOND THE LIMITS OF GRADING ARE TO BE PROTECTED 
OTHERWISE.

PLACE UNLESS NOTED

* BENCHMARK
COUNTY OF RIVERSIDE BENCHMARK NO. 432

DESCRIBED BY METRO WATER DIST. SO. CALIFORNIA 1992 PERRIS, AT THE 
SOUTHWEST CORNER OF THE INTERSECTION OF PERRIS BL AND RIDER ST, AT 
THE BASE OF A STEEL TRAFFIC SIGNAL LIGHT, A 3.5 FOOT (1.1M) BY 2.7 
FOOT (0.8M) CONCRETE BASE. A 3-1/4 INCH STANDARD ’’MWDSC ALUMINUM 
DISK SET ON EASTSIDE FLUSH.

ELEVATION = 1455.11 FEET (NAVD 88)

SOURCE OF TOPOGRAPHIC AND BOUNDARY INFORMATION

INFORMATION SHOWN ON THESE PLANS WERE TAKEN FROM THE 
PLAN REFERENCED BELOW.

DATE OF SURVEY: 

ALTA SURVEY BY:

DECEMBER 6, 2021

TRUXAW AND ASSOCIATES, INC.
1915 W. ORANGEWOOD AVE, SUITE 101 
ORANGE, CA 92868 
(714) 935-0265 
JOB # DED21077

SITE
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PLACENTIA AVE

SHEET INDEX

VICINITY MAP
NOT TO SCALE

C-1 TITLE SHEET
C-2 PLAN AND PROFILE FROM STA. 14+00.00 TO STA. 19+41.61 
C-3 PLAN AND PROFILE FROM STA. 10+00.00 TO STA. 14+00.00 
C-4 DETAILS

LEGEND
AB = AGGREGATE BASE 
AC = ASPHALT CONCRETE 
BLK = CONCRETE BLOCK 
BS = BACK OF SIDEWALK 
CB = CATCH BASIN 
CF = CURB FACE 
CL = CENTERLINE 
CLF = CHAIN LINK FENCE 
CO = CLEANOUT 
DCV = DETECTOR CHECK VALVE 
DS = ROOF DOWNSPOUT 
EG = EDGE OF GUTTER
EP = EDGE OF PAVEMENT
FD = FOUND
FDC = FIRE DEPT. CONNECTION 
FF = FINISHED FLOOR
FG = FINISHED GRADE
FH = FIRE HYDRANT 
FL = FLOW LINE 
FS = FINISHED SURFACE 
GB = GRADE BREAK
GM = GAS METER
GR = TOP OF GRATE
GV = GAS VALVE
HP = HIGH POINT
HT = HEIGHT
ICV = IRRIGATION CONTROL VALVE
INV = INVERT
IP = IRON PIPE
LS = LIGHT STANDARD
L&T = LEAD & TAG
MH = MANHOLE
NG = NATURAL GROUND
N&T = NAIL & TAG
OHW = OVERHEAD WIRE
PB = PULL BOX
PCC = CONCRETE
PIV = POST INDICATOR VALVE
PL = PROPERTY LINE
RD = ROOF DRAIN
RWH = REDWOOD HEADER
SCB = SIGNAL CONTROL BOX
SMH = SEWER MANHOLE
SPK = SPIKE
SW = SIDEWALK
TO = TOP OF CURB
TE = TRASH ENCLOSURE
TP = TELEPHONE POLE
TRAN = TRANSITION
TRANS= TRANSFORMER

TRW = TOP OF RETAINING WALL 
TW = TOP OF WALL 
UG = UNDERGROUND 
UP = UTILITY POLE 
VAR = VARIABLE 
W = WASHER 
WDF = WOOD FENCE 
WM = WATER METER 
WV = WATER VALVE

N. = NORTH
S. = SOUTH
E. = EAST
W. = WEST
N’LY = NORTHERLY 
S’LY = SOUTHERLY 
E’LY = EASTERLY 
W’LY = WESTERLY

$

N/0 = NORTH OF
S/0 = SOUTH OF
E/0 = EAST OF
W/0 = WEST OF
l = PROPERTY LINE
£ = CENTERLINE
R/W = RIGHT OF WAY
A = DELTA
R = RADIUS
L = LENGTH
T = TANGENT
M = MEASURED DATA
C = CALCULATED DATA
(RAD)= RADIAL BEARING
PRO = PROPORTIONATE MEASUREMENT
(210.00’ R) = RECORD DATA
210.00’ M. = MEASURED DATA
210.00’ PRO. = PRORATED DATA
210.00’ C. = CALCULATED DATA
(427.00) TC = EXISTING ELEVATION
427.00 TC = DESIGN ELEVATION
------- CATV--------- = CABLE TV LINE
--------- E----------- = ELECTRICAL LINE
--------- FW--------- = FIRE WATER LINE
--------- G----------- = GAS LINE
----- GB------ GB— = GRADE BREAK LINE
----- R-------- R— = RIDGE LINE
--------- S----------- = SEWER LINE
-------- SD--- - - - - - - - -= STORM DRAIN LINE
--------- T-- - - - - - - - - - -= TELEPHONE LINE
--------- W----------- = WATER LINE

SYMBOLS
JX FIRE HYDRANT 

o—□ STREET LIGHT 

04 TRAFFIC SIGNAL 

x--------- o TRAFFIC SIGNAL ARM & POLE

LIGHT STANDARD 

UTILITY POLE 

GUY WIRE & ANCHOR

WATER METER 

GAS METER 

WATER VALVE 

GAS VALVE 

PULL BOX

GRATE INLET 
SIGN 

VENT

SEWER MANHOLE 
STORM DRAIN MANHOLE 
TELEPHONE MANHOLE 
MANHOLE 

SEWER CLEANOUT 
MONITORING WELL 
HANDICAP PARKING STALL 
LANDSCAPED AREA 
PROTECT IN PLACE 
REMOVE AND DISPOSE OFFSITE 
RELOCATE

WM□
GM□
WV

PB□

4

6
©
©
©
(mh)

COo

©

<3> PL0TABLE EASEMENT ITEM 
No. PER TITLE REPORT

(427.0) -

427.0

EXIST. CONTOUR 

DESIGN CONTOUR

TREE

r

r
SOILS ENGINEER

THESE PLANS HAVE BEEN DESIGNED IN ACCORDANCE 
WITH THE GEOTECHNICAL RECOMMENDATIONS MADE BY:

SUDDEN ENGINEERING
450 EGAN AVENUE 

BEAUMONT, CA 92223 
(951) 845-7743 

PROJECT No. 644-21082 
REPORT DATE: JANUARY 4, 2022

CONTRACTOR SHALL OBTAIN A COPY OF THIS REPORT 
AND FOLLOW THE RECOMMENDATIONS THEREIN. NOTIFY 
TRUXAW AND ASSOCIATES OF ANY DISCREPANCIES OR 
FIELD CHANGES PRIOR TO CONSTRUCTION.

PLAN PREPARED FOR

DEDEAUX PROPERTIES
100 WILSHIRE BOULEVARD, SUITE 250 

SANTA MONICA, CA 90401

ARCHITECT

ARCHITECTS ORANGE
144 NORTH ORANGE STREET 

ORANGE, CA 92866

J

THIS PLAN IS:

PRELIMINARY
(NOT FOR CONSTRUCTION)

J

umlekt
DIAL TOLL FREE

1-800-422-4133
ONLINE

WWW.DIGALERT.ORG
AT LEAST TWO DAYS

BEFORE YOU DIG
UNDERGROUND SERVICE ALERT OF SOUTHERN CALIFORNIA

MARK BY DATE
ENGINEER

REVISIONS
APPR. DATE

COUNTY

APPROVED BY:

CONTRACT CITY ENGINEER

DATE

SEAL- ENGINEER

^OFESS/^

0/
'k.Sr

No 75205

CIVIL &
CAV.^OF

INC.JOSEPH C. TRUXAW & ASSOCIATES.
CIVIL ENGINEERS & LAND SURVEYORS
1915 W. ORANGEWOOD AVE, SUITE 101, ORANGE, CA 92868
PH: (714) 935-0265 FAX: (714) 935-0106
WWW.TRUXAW.COM

PREPARED UNDER THE
SUPERVISION OF:

DESIGNED BY: _____ CHK'ED BY:___

R.C.E. NO.: 75205

CRAIG Dl BIAS DATE

BENCHMARK:

ELEV. = 1455.11 (NAVD88)

SEE ABOVE FOR BENCHMARK
DESCRIPTION

REDLANDS INDUSTRIAL FACILITY

NW CORNER OF PLACENTIA AVENUE AND REDLANDS AVENUE 
STORM DRAIN LINE "H" PLANS 

TITLE SHEET
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NOTE:
WORK CONTAINED WITHIN THESE PLANS SHALL NOT
COMMMENCE UNTIL AND ENCROACHMENT PERMIT
AND/OR A GRADING PERMIT HAS BEEN ISSUED.
THE PRIVATE ENGINEER SIGNING THESE PLANS IS REPSONSIBLE FOR
ASSURING THE ACCURACY AND ACCEPTABILITY OF THE DESIGN HEREON.
IN THE EVENT OF DISCREPANCIES ARISING AFTER CITY APPROVAL OR
DURING CONSTRUCTION, THE PRIVATE ENGINEER SHALL BE
RESPONSBILE FOR DETERMINING AN ACCEPTABLE SOLUTION AND
REVISING THE PLANS FOR APPROVAL BY THE CITY.
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o EX. SURFACE OVER
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EX. 3” GAS 
^ (1440.87)BTM. 
0.36’± CLEARANCE

RELOCATE EX.

1 4 4 0
EX. COMMUNICATION LINEX

(1439.98)B 
4.0’± CLEAR

TM.
ANCE RELOCATE EX. RELOCATE EX.

100-YEAR HGL

BENCHMARK
COUNTY OF RIVERSIDE BENCHMARK NO. 432

DESCRIBED BY METRO WATER DIST. SO. CALIFORNIA 1992 
PERRIS, AT THE SOUTHWEST CORNER OF THE INTERSECTION 
OF PERRIS BL AND RIDER ST, AT THE BASE OF A STEEL 
TRAFFIC SIGNAL LIGHT, A 3.5 FOOT (1.1M) BY 2.7 FOOT 
(0.8M) CONCRETE BASE. A 3-1/4 INCH STANDARD ’’MWDSC 
ALUMINUM DISK SET ON EASTSIDE FLUSH.

ELEVATION = 1455.11 FEET (NAVD 88)
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Q100=47.7 CFS V100=6.8 FPS

19 + 00

CONST. 216.21’ 36” RCP (D-1500) 
0100=47.7 CFS V100=6.8 FPS

(1428.85)T0P 
3.4’± CLEARANCE

FOR WATER
)R CATV 

LOCATION FOR
EPH0NE LINE

18 + 00 17 + 00 PROFILE 16 + 00

CONST. 260.10’ DOUBLE 10’x7’ CONCRETE BOX QULVERT 
0100=1,238 CFS V100=8.9 FPS

15 + 00

BOTTOM
1432

OF BASIN 
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L + ”

3 1 2 4 1

-- ---------------------- ■

~ "STA. 19+41.61 
\END PIPE 

(1432.0)± FS 
. Jj436.49 TOP SD 

IH331S-INV. SD 
1432^~BIKL7SB

\
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_ JSTA- 19+J1.90 
E.C.
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(1442.10)± FS 

1436.43 TOP SD 
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1432.77 BTM. SD

(1442.39) RIM 
Hi428.24) INV.—IN WlY 
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SCALE: 1”=20’ (HORIZONTAL) 
1”=2’ (VERTICAL)
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STA. 16+67.25 
7.1’ COVER (1443.0)± FS 

1435.94 TOP SD 
1432.61 INV. SD 

1432.28 BTM. SD 
(1428.85)± TOP 8” S 

(1 428.1 4)± INV. 8” S 
3.4’± CLEARANCE
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STA. 16+86.10 
6.8’ COVER 

(1442.8)± FS 
1435.98 TOP SD 
1432.65 INV. SD 

1432.33 BTM. SD 
(1413.43)± TOP 42” S 
(1409.68)± INV. 42” S 
18.9’± CLEARANCE

STA. 16+82.08 
6.8’ COVER (1442.8)± FS 

(1440.14)± TOP COMM. PER POTHOLE #2 
(1439.98)± INV. COMM. PER POTHOLE #2

1435.97 TOP SD 
1432.64 INV. 

1432.31 BTM./SD 
---------------- 4t&+ (CLEARANC

\

^3.27)
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ep4

Q

/
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36"SD

STA. 18+80.98 
BEGIN PIPE/B.£. 

—12’ COVER 
(1 441.7)± FS 

1436.37 TOP SD 
T433.04 INV. SD 

1432.71 BTM. SD

STA. 18+76.31 
END PIPE 
2.3’ COVER-- 
(1441.7)± FS 
1436.36 TOP SD 
1433r05 INV.'SD 
1432.70 BTM. SD

COMMUNICATION VAULT 
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sta. 18+78.64 | PLACENTIA AVENUE
(1441.7)± RIM STA. J6+60.10
1440.24 TOP SD (u) END BOX CULVERT & BEGIN 36” 'PIPE

~1433!03 INV. SD W 0 C/L REDLANDS AVE
1431.40 BTM.'SDr ——(32)_______________ 2.4’ COVER- -fl443.0)± FS

--------------- 1440.56 TOP-BOXDEliLVERT
1435.93 TOP 36” PIPE 

^ - 14.39 fin INV

©

10” WATER IN CONFLICT WITH STORM DRAIN - RELOCATE
STA. 16+40.10 

2.8’ COVER (1443.1 )± FS 
1440.52 TOP SD
1432.56 INV. SD
1431.68 B0T. SD

(1438.87) TOP 10” WATER PER POTHOLE #4
(1438.4) BTM. 10” WATER PER POTHOLE #4

0-

—

(SS)MANHOLE INVERT Dl 
AT 15’—0” FROM TOR^QP

&
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\
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SEE ONSITE
IMPROVEMENT /
PLANS

PROP. £/W
X  

C

\

COMMUNICATION LINE IN CONFLICT WITH STORM DRAIN - RELOCATE 
STA./15+91.18^ 2.4’ COVER (1442.8)± FS 
>440.42 TOP SD 
1432.46 INV. SD 
1431.58 B0T. SD
(1439.17) TOP COMM. PER POTHOLE #6.1 
(1438.84) BTM. COMM. >ER-^.0TH0LE #6.1

/
/ X

POSSIBLE LOCATION JOF 
ABANDONED TELEPHONE 
LINE. /

STA. 15+00.00 
{1442.5)± RIM 
1440.24 TOP/SB' 
1432.28 INV. SD 
1431.40 BTM. SD

FACE OF NEW +--------
BUILDING --

SEE ONSITE 
IMPROVEMENT 
PLANS

CD I

‘TTrl £2*9.5^,

S=0.002r-

16+0fr

NEW LOCATION FOR 
COMMUNICATION VAULT

STA. 16+36 .83
2.3’ COVER (1443.1 )± FS

(1441.12) TOP 3” GAS PER POTHOLE #3
(1440.87) BTM. 3” GAS PER POTHOLE #3

1440.51 TOP SD
1432.55 INV. SD

1431.67 BTM. SD
0.36’± CLEARANCE

V6”(^
00 \ \

.:) rim\7
0.71)rMV. r

5’—6”(W)

■EX. R/W
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PROPOSED STREET IMPROVEMENTS REFT' 
SEPARATE STREET IMPROVEMENT PLANS
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C/L STREET^

8”W
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=2400

(1442.87

PLACENTIA AVENUE
8”W

CATV IN CONFLICT WITH STORM DRAIN - RELOCATE 
STA. 15+88.83 2.4’ COVER (1442.9)± FS
1440.46 TOP SD (1439.86) TOP CATV
1432.50 INV. SD (1439.70) BTM. CATV
1431.62 BOT. SD

STA. 15+00.00 
(1442.9)± RIM 
1440.24 TOP SD 
1432.28 INV. SD 
1431.40 BTM. SD

STA. 14+86.42 
2.3’ COVER (1442.5)± FS 
1440.21 TOP SD 
1432.25 INV. SD 
1431.37 BOT. SD
FIRE LATERAL TO BE WITHIN A D.I.P. 
SLEEVE UNDER BOX CULVERT

TELEPHONE LINE 
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BOX CULVERT PER CALTRANS STANDARD PLAN D81 ON SHEET 4.
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NOTE:
WORK CONTAINED WITHIN THESE PLANS SHALL NOT
COMMMENCE UNTIL AND ENCROACHMENT PERMIT
AND/OR A GRADING PERMIT HAS BEEN ISSUED.
THE PRIVATE ENGINEER SIGNING THESE PLANS IS REPSONSIBLE FOR
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SHEET NO.:

CDB

RC
H

SPAN, S A ' 5' 6' 7' 6’
HEIGHT, K Z’ 3 A* 2‘ 3' 4' £' 3' 4' 5' 6' V 4' 5' 6' 7' 4* y 6' 7' 8 *

MAXIMUM EARTH COVER 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' TO' 20' 10' 20' 10f ZO' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20'
ROOF Ti 8" B V?"r WF 8” 8//" WF 10" WF 10" ft1' 10" B" 10" 7/7“ 12" V/F 1 // 8" 11// 8" 11// 9” 13// 8/7" 13// 8/7" 13" B// IS1’ 6/7" 13" 10" 15" 9/7" 15" 9/," 14/7" 9/;" 14// 9/7" 14//'

CTO WALLS T2 6" 6/f" 6!4" 7" T" B" 6" 6/?" WF 7/7" WF 6" 8" WF 6//' WF T 6/?“ 7//‘ 10" 8/7" 11” WF WF V/F 0" v/F 9/7” 8// 1 r Si/?" 13" 6/7" B" V/F 9/j" 8/7" 11// 9/7" 13" nH 15"
O INVERT Tj T 9V7 7M 9 ZF 7" 9//’ 7 ZF 11" WF ir 6" 11” 0" 11" 8/7" 12 WWF 12// 8//' 13" 8/7" 12// WF 14° WF 14" WF 14" 9/7" 14" 9/7" 14// 10 // 151// 10// I WFI0 // 16" 10// 16" 10Z/ 16"

SIZE BAR #4 nA #4 *4 *4 BS *4 *5 »4 *5 «4 »s «4 »5 #4 #5 #4 as 14 15 #4 15 14 15 *4 15 15 ns IS #5 IS #5 •5 15 #5 IS #5 *5 Its #5 15
SPACING S1' 57?" S" 5 VF 5" 5//' 5 ZF S//" 6" 5 ZF 6" 5/7" S/:" 5" 5/7" 5“ 5" 5" 5" 5” 5/7” 6” 5“ 6" 5" 6" WF 6" 5/7" 6“ 5/7" 5/7" S/7" WF 5/7" 5/7" 5/7" 5/7" 5/;" 6/7"

SIZE BAR #4 #4 #4 #4 #5 #4 44 44 44 44 44 #4 #5 #4 *5 44 44 44 #5 14 15 15 15 14 15 *4 15 15 15 15 16 15 15 15 15 *5 15 *5 #5 15 16 15
SPACING S!4" Z/i 6” 6" WF 6“ 5" 5//‘ s//‘ 6" WF WF WF 5" 5/7" 6" 5” 5/7" 5" 5” 4//' 5” sfl 5" 6" 5" 5" 5" 5" 5" 5// 6" 5" 7" 5" 6" S/f" WF 5" 5/7" 5” 5/7"

> size bar: *4 #4 #4 44 44 44 #4 44 44 44 *4 44 »4 #4 #4 *4 UA 44 #4 1A 14 #4 #4 *4 *4 fr4 14 414 *4 *4 #4 #4 4*4 #4 **4 #4 *M i*4 *4 44 4*5
O
gU,-r
LU

SPACING 13/T 1W m" 12/;" 9/j- 9//' 1 WF13/f" 13/7" IT 11" 10" 3/-- 3“ 13// 11" 12//' WF 9" 7 VF r WF 1 WFir ir 10'1 10// 0" ft" 6//' 6" WF 13" 10" ir ft'1 9M 6” T 5/7" WF T
SIZE BAR #s #5 #S 46 46 46 46 #6 46 *6 #6 46 #6 #6 #7 #6 #7 #6 #7 #6 *7 16 17 IT 17 4*7 17 IT #7 17 17 16 aT *7 17 17 #7 *7 a 7 IT IT 4*7

SPACING W 4 Vi4 ZF 5" s" WF WF 5" WF 5" 5“ 5" 6° 5" 5“ WF 5" 4//’ 5” 5” s" WF 5" 5" S" S" 5“ 5" 5" 5" 5" WF 5" 5" 5" 5" 5" 5" 5" 5" 4//' 5"
£K SIZE BAR HA #4 &4 44 44 4* #4 44 44 #4 44 44 44 44 44 44 44 44 *4 44 14 H4 15 *4 *4 1*4 4*4 1*4 #4 4*4 4*4 1*4 14 *M 444 **4 *4 *M *M 1*4 *4 #4

SPACING 6" 3'/r'7 VF 1 v/> 8" 13// 6" 13//' 6" 13//’ 6" 13// 6/?" 13// 5" 13// S'/;" 13// 6" 13// 6" 13// 5/,“ 13// WF I V/F5/;" l V/F 6" I3//' e/?" 13// 6/7" 13/7" WF 13// 7" 13// 7" i WF7/7" 13//
OIM ft-Inch 2-B 2-6 2-B 2-T 2-10 2-8 2-10 2-9 2-10 2-10 2-11 2*10 3-3 3-1 3-t 3-2 3-1 3-1 3-3 3-2 3-6 3-8 3-4 3-5 3-5 3-5 3-5 3-7 3-0 3-0 3-10 4-1 3-8 3-8 3-8 3-11 3-9 3-11 4-0 4-1 4-5 4-5
DIM "Bm" ft-inch 2-5 2-10 2-9 2-10 2-10 2-10 2-1! 3-0 2-11 3-1 3-0 3-1 3-2 3-2 3-8 3-3 3-8 3-4 3-9 3-5 3-10 3-5 3-10 4-0 3-11 4-0 3-10 3-10 3-1 3-10 4-2 3-10 4-1 4-3 4-2 4-4 4-2 4-5 4-5 4-6 4-5 4-7

JY LiJCONCRETE CF/LF ^4*317.5 16.7 T9*5 1B*B 22.1 T 7.423.4 19.2 25.8 22,7 23,0 25.0 31.6 22.9 33.3 24,9 35.5 27.7 39.8 30.6 43.3 28.8 41.4 30.6 44.3 32.4 47.3 35.4 &Ot0 38.7 57.6 36.4 52,7 38.3 56.4 41.4 61.3 44,7 06*1 49.2 72.3

01— REINFORCEMENT LEJ/LF 145 131 1ST 156 205 153 212 169 221 182 224 196 261 215 268 209 287 232 333 244 362 297 327 2*4 333 276 355 311 377 338 406 348 373 339 3BB 367 399 395 429 414 509 441
** SOIL PRESSURE tkofl, Ser 3.5 1,9 3.5 K3 3,5 2.1 3,5 2.2 3.5 2.2 3*6 2,2 3*6 2.2 3.6 2.2 3.6 2.2 3.6 2.2 3.7 2.2 3.6 2.2 3.6 2.2 3.6 2.3 3.7 2.3 3.7 2.2 3.7 2.3 3.7 2.3 3.7 2.3 3.0 2.3 3,8
x* SOIL PRESSURE (kef), Str 2.9 4.4 2.9 4.5 2.9 4.5 2.9 4.5 2.9 4.5 2.9 4.5 2.9 4.6 2.9 4.5 2.9 4.6 2.9 4.6 3.0 2.9 4.6 2.9 4.6 3.0 4.6 3.0 4,6 3.0 4,7 3.0 4.6 3.0 4.7 3.0 4*7 3.0 4*7 3.0 4*0

SPAN, S 10' 12' 14'
HEIGHT, H S' 6 f 7' 8' 9' 10r 6' 7' 8' 9' 1QJ 11' 12' 7' eJ 9 ' 10' 11' 12' 13' 14'

MAXIMUM EARTH COVER 10‘ 20‘ 10' 20' 10' 20’ 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20' 10' 20’ 10' 20' 10' 20' 10' 20' 10' 20' 10' 2D' 10' 20' 10r 20' ID' 20' 10' 20' to' 20'
ROOF T1 12" 19" 12" IB1// 11// IB// M// 16// LI// 18// n// 18" 13// 22" 13// 22" 13// 22" 13” 22" 13" 21// U/7I 21// 14// 21// i WF25/7"16// 25/f" 66/7" 25" 16" 25" 16" 24// 16" 24/7- 16" 24// IS// 24 //

CO WALLS T2 z'/F 10" WF 11// to" 12/fl tr 14" It// 15// 13" 16// WF M// 10" 13” 11" 14// 12” 16" 13” I 6// 14// I V/F 16" 19// 10" 13" 11" I4/?1 12“ IS//1 13// 16// 14// l v/F Ifi11 19// I6/7" Zl" 19" b//
INVERT 107?' 19" to Yt 19" 10//' 19" 10// 19" 11" 19// 11" 19// 12// 22" 12" 22" 1 ?" 72// 12” 22// 12// 22// 113// 23" 13// 22// 15" 25" 15M 25// 15" 25//' 15“ 25//" 15" 25//" 15" 26" 15" 26” 15// 26“

SIZE BAR #5 #s »5 #5 #5 #5 #5 #5 *5 as #5 #5 as #6 #5 #6 #5 #6 15 16 15 16 #5 16 15 »6 15 16 15 16 #5 16 #5 #6 15 16 »S *6 **5 #6 as 16

SPACING 5" 5” 5’ '5" "s„" '5'" 5" 5"’ "5” 5" 5" 5" WF WF 4/7" 5/?" WF 5/:" WF sVi' 4/7 “ 5/;" 5" WF 5/-" WF 4/7" 5" WF 5" 4/s" 5“ 4/7" 5" WF S" WF S" 4/7" 5" 4'//‘ 5"

"b*1 SIZE BAR #5 #5 #5 46 #5 #6 #5 #7 #5 #7 as #5 #5 as #5 «6 as 47 #5 17 IS IT 15 #7 16 15 16 15 16 #5 16 16 *6 16 #6 17 06 #7 *6 #7 16
£ SPACING S1/?" 6" 4 ZF 5//' 5" WF WF 5//1 6" WF WF WF 5" WF WF WF 5" WF 5" WF 5" WF 5" 4/7" 4/f'1 5" 5" 6" 5" 5//' WF 5/j" 5” S/j" WF WF 5" WF WF 5" WF WF

» 1, SIZE BAR **4 -V4 #4 44 44 44 44 «4 44 as #5 as 44 44 #4 44 44 #5 44 #5 14 15 15 *5 #5 fr5 w 1*4 «4 15 414 15 14 15 15 #5 as #5 15 as 16 «6

sU-
SPACING w V/F9 ZF 6//' 7 ZFWF 6 VF s" 5" 7“ 6Z/‘ 6" WF 6" WF WF 6/," WF 6" 6/," 5" 6" 6/7" 5“ WF 4/7" V/F 5/j" 6/; “ T/f" 6" 6/?" 5" 6/7" 7" 5/," 6" 5" 4// WF 6" 5//'

SIZE BAR #9 #7 #9 #T #9 #7 #9 #7 #6 #7 #8 #7 #9 33 #9 #3 *9 *e »9 *6 1$ #8 fre fr8 fr& 19 18 19 18 19 18 4*9 as #9 IB 19 18 19 #8 «B »B

SPACING X w 4 VF4 VF 4 //' WF 4/7" WF WF A/?" WF WF A/?" 4//' 5" 4/7" S" WF 5" WF 5" 4//‘ 5" WF 5" WF 5" 5” WF 5" WF 5" WF 5" 4/7" 5" WF 5" WF S’1 WF 4/7" 4/7"
Cd

■ i tH SIZE BAR #4 *4 *4 44 44 44 44 44 44 44 44 44 #4 44 44 *4 44 *A 44 14 *4 *4 *M 14 1*4 44 4*4 **4 1*4 4*4 #4 14 #4 #4 *4 1*4 «4 *4 1*4 *4 i4
SPACING IVY 10" i/F 10" 8" 10" 8" 10" 8” 10" WF 10" 7" 10" WF 10" WF 10" 8” 10" 8" 10" 0" 10" 8W 10" 10" 10" 10" 10" 9//' 10" 9” 10" 9/7" 10" 9/7" 10" WF 10" 9/7" 10"

dim "e " ft-inch 4-3 4-5 4-3 4-7 4-3 4-7 4-4 4-7 4-6 4-9 4-8 5-0 4-10 5-2 4-10 5-2 4-10 5-3 4-10 5-3 4-10 5-2 5-4 5-9 5-4 5-11 5-4 5-9 5-6 5-10 5-7 5*9 5-T 6-0 5-9 5-11 5-10 6-2 6-1 6-5 6-2 6-7

OIM "Bm" ft-lnch 5-10 5-10 4-9 5-10 4-10 6-1 4-11 6*3 5-0 5-T 5-2 6-3 5-9 6-4 5-10 6-4 5-11 6-4 6-0 6-6 6-0 6-1 6-2 6-1 6-4 6-8 6-3 6-9 6-4 6-9 6-5 6-10 6-5 7-0 6-6 7-2 6-7 7-3 6-tC 5-7 6-11
t i/pZ: l-o CONCRETE CF/LF S1.S 62.4 53.9 36.1 57.3 90.4 61.3 95.9 65.6 192.971.2 197.469.0 113.072.3 116.276.3 125.179.6 131.485,4 134,7 97*1 141.7103.8149.496.0 149.6100.1156.8104.5 163.01D9.0166.4114.2171.8121.6186.0125,6189.5135.9201.3

REINFORCEMENT L&/LF 614 465 642 491 690 512 T27 532 715 55T 773 603 733 671 766 692 817 718 886 744 919 764 861 804 921 881 &04 833 824 B74 856 901 921 920 968 950 1 046 984 1126 104! HOT 1114
SOIL PRESSURE (ksfj, Sor 2.2 3.9 2.3 3.9 2.3 3.9 2.3 3.9 2.3 4.0 2.4 4.0 2.2 4.0 2.3 4,0 2.3 4*0 4.0 2*3 4*1 2.4 4.1 2.4 4.1 2.3 4.1 2.3 4.1 2.3 4.1 2.3 4.1 2.3 4.1 2.3 4.2 2.4 4.2 2,4 4.3
SOIL PRESSURE ikef), Str 2.9 4.9 3.0 4.9 3.0 5.0 3.0 5.0 3.0 5.0 3.0 5.0 2.9 5.0 2.9 5.0 2.9 5.0 3.0 5.1 3.0 5.1 3.0 5.1 3.0 5.2 2.9 5.1 2.9 5.1 2.9 5,2 2*9 5.2 2.9 5.2 3.0 5.2 3.0 5*3 3.0 5.3
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ALTERNATIVE 
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1 Sm
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m..
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M Tot 3 
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__; <> VSEE 
FOR *6

ABLE 
i" BARS S/A
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12 Vox 12 Mox

alternative 
Const Jt-^ 

,2“ Cir Const Jt—^
Typ INVERT Elov

r" o" C—> B ARS '
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I #4 a 12 Mox-^ l

! SLOPE 46:1 1
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L1
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A
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SPAN, S12

#4—
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"Bm"
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#4 0 12 Mdx- 
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- SHORT "f BAR
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—"h" BARS

— SEE NOTE 9
— #4 O 12 Max

c.
V/V Min [ "a"i—I BARS -J

FILLET l
! ^—SEE TABLE

5/4 ! FOR #4 "I" BARS,

Const Jt—i 
(OPTIONAL) 4 —

S/4
#4 o 12 Max# 4 8 2  M a x O R  # 4  & 1 2

b'h □ ORl BARS 
# 4 8 1 2  Max-

h BARS 
# 4 8 1 2  M a x

2  C l r e BARS
Typ SPAN, S
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INVERT Elov
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NOT£S:

1, For box os with Span or height loss than any of those 
shown in table, use next greater sizo box eoncrato 
dimensions and reinforcement. Make necessary changes 
tn bar lengths and quantities.

2, For boxes with span or height or cover groctor than 
those shown In tables, a spoclol design is required.

3. Quantities are approximate and for dosign purposes only.

4. It is permissible to eliminate tno 160“ hooka on ovory 
other V bor.

5. Spacing shown is between long ond short "f " bora.

6. Provide paving notch when top Is exposed ond when 
pavement is concrete, ond adjust quantities,

7. For design ond details not shown, see Standard Plon D82.

8. Soil pressures shown arc factored per AASHTO LRFD and 
include soil weight of f i l l  over box, self weight of box, 
and live load where applicable.

9. Stagger rebars for well thickness less than 6".

TH BARS, FOR EARTH COVERS UP TO AND INCLUDING 10 -0”
SPAN 1 4' 5' j 6' I 7' B' 10' 12' 14'

NUMBER 1 5 6 i B I 10 13 14 16 19

€. RCB

INVERT 
ElOV-

1 - X

FLAT INVERT
ALTERNATIVE

STATE OF CALIFORNIA 
DEPARTMENT OF TRANSPORTATION

CAST-IN-PLACE  
REINFORCED CONCRETE  
DOUBLE BOX CULVERT

NO SCALE

TYPICAL SECTION SPANS 4' THRU 8' TYPICAL SECTION SPANS 10'THRU 14' D81
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> 
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O
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>

a
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REINFORCED CONCRETE DOUBLE BOX CULVERT DETAIL /ta
NOT TO SCALE

CONNECT 18" LINE 
PIPE INVERT - EL. 1438.7

PROPOSED LIFT STATION PLAN

NOTE:
STORM WATER PUMP STATION 
TO BE PRIVATELY MAINTAINED

STORM WATER PUMP STATION TO BE REMOVED 
PRIOR TO RCFC&WCD ACCEPTANCE

INSTALL 12” FULL' 
RESTRAINED DIP

24” OF CRUSHED ROCK’ 
FOR DRAINAGE EXTEND 

GRAVEL 2’ BEYOND VAULT

PROPOSED LIFT S TA TION PROFILE

DESIGNED BY: JCC

DRAWN BY: CCS

DATE: 11/2019

CHECKED BY: JCC

PUMP STATION MATERIALS LIST
(TV- 1O’0 REINFORCED MANHOLE AND 6“ REINFORCED W/#4012* O.C. E.W. TOP SLAB WITH OPENING. 

MANHOLE TO HAVE R3 JOINTS WITH RUBBER GASKETS, CONSEAL AND TAPECOAT.

r BARRELL, SEE MANUFACTER’S 
EPORT FOR BEDDING REQUIREMENTS.

(7)— ALUMINUM HATCH W/TORSION ASSIST.

(TV- 2-SUBMERSIBLE NON-CLOG WASTEWATER 7.5HP, 208-230V, 3 PHASE, 60 HZ PUMPS AND 
MOTORS (900 GPM & 16’ TDH) W/6"0 DISCHARGE

(7)— 8"0 FLANGED DUCTILE IRON DISCHARGE PIPING, FITTINGS, AND NECESSARY PIPE
'—^ C//DD/1PTC Akin AkirunocDUrrUnID /viL/ /Vy\yflUr\0

(J)— 316 STAINLESS STEEL GUIDE RAILS, GUIDE BARS AND BRACKET ASSEMBLY. (NO 
— SINGLE REAIL SYSTEM)

@— FREE-FLOATING LEVEL SWITCH FLOATS W/50 FT CABLE AND CORD GRIP.

(7)— WET WELL VENT.

(7)— LINK-SEAL FOR 12’ DIP, J' STUBBOUT WITH MJ CAP.

(Jo)— PRECAST UTILITY VAULT W/SPLLT TORSION ASSIST ALUMINUM HEAVY DUTY FRAME AND 
w DOOR. 6‘xB’x7B" DEEP

©-*■ S’0 VALMATIC BALLCENTRIC PLUG VALVES.

JF)— 2-B’e VALMATIC SWING CHECK VALVES.

JJ)— COUPLING (8’0 VICTAUUE STYLE 77 OR APPROVED EQUAL)

(h)— COUPLING, 12’t VICTAUUE STYLE 77 OR APPROVED EQUAL

(w)— 12'xS’, 90- DIP FLANGED REDUCING BEND

12" DIP SPOOL (2‘-0‘ MIN)

J9)— 12"x8’x12" DIP FLANGED TEE

Ja)— 8’xl-0’ DIP SPOOL

J9)— 8\6’ DIP ECCENTRIC REDUCER

(20)— COUPUNG 8"f TO 8’0

(JJ)— STAINLESS STEEL CHAIN OR CABLE FOR LIFTING PUMP AND MOTOR 

(22)— NEMA 4X PAINTED STEEL CONTROL PANEL 

0- LINK SEAL FOR 12” DIP

(S)— PIPE SUPPORT - PIPELINE PRODUCTS OR APPROVED EQUAL

(25) — 4%” UOUID FILLED PRESSURE GAUGE 0-50psi WIKA OR APPROVED EQUAL

(26) — 4’x4’x6“ REINFORCED CONCRETE CONTROL PANEL FOUNDATION. HELD LOCATE PER
OWNER DIRECTION

NOTES;
1. THIS DRAWING IS CONCEPTUAL AND NOT ALL ITEMS INCIDENTAL TO THE PACKAGED LIFT 

STATION ARE SHOWN OR SPECIFIED. IT IS THE INTENT OF THESE DRAWINGS THAT THE 
PACKAGED LIFT STATIONS MANUFACTURER/SUPPLIER IS TO PROVIDE A COMPLETE AND 
WORKABLE STATION WHETHER OR NOT ANY SPECIFIC COMPONENT IS SHOWN OR 
SPECIFIED. UFT STATION MANUFACTURER/SUPPLIER TO PROVIDE STRUCTURAL 
CALCULATIONS FOR WET WELL, FOUNDATION, AND VALVE VAULT WITH THE SUBMITTAL 
PACKAGE. SEE SPECIFICATIONS FOR ADDITIONAL DETAILS.

2. DISCHARGE UNE FROM WETWELL INTO CATCH BASIN SHALL MAINTAIN POSITIVE SLOPE 
GRADE. IF POSITIVE GRADE IS NOT MAINTAINED 2” AV SHALL BE INSTALLED AT HIGH 
POINTS.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR POWER AND CONTROL WIRING FOR PUMP 
STATION. POWER WILL BE BROUGHT TO TERMINAL AT CONTROL PANEL ALL WIRING 
AND ELECTRICAL SHALL BE IN ACCORDANCE WITH NEC REQUIREMENTS.

4. THE CONTRACTOR SHALL PROVIDE THE OWNER WITH A COMPLETE FULLY FUNCTIONAL 
STORM WATER PUMP STATION INCLUDING BUT NOT LIMITED TO ALL MATERIALS 
NECESSARY WHETHER LISTED HEREON OR NOT

PM 37457
REVISIONS

REF. DESCRIPTION DATE

Don’t Dig...Until You Call:

U.S.A. Toll Free:
__ 1-800-422-4133

\ ^ r\ f°r the location
f \ of buried 

utility lines.

APPROVED BY: 
A L B E R T  A .

WEBB3-

&

ENGINEERING CONSULTANTS 
3788 McCRAY STREET 
RIVERSIDE CA. 92506 

(951) 686-1070 
FAX (951) 788-1256

03/31/2021

CITY OF PERRIS
APPROVED BY:

\ CITY ENGINEER
fj>l\

PERMANENT BENCH MARK
#40Y
SEE TITLE SHEET

EL.= 1496.35 (NAVD88)

NOTE:
STORM WATER PUMP STATION TO BE REMOVED 
PRIOR TO RCFC&WCD ACCEPTANCE

PERRIS VALLEY MDP 
LINE E STAGE 4

PUMP STATION DETAILS

PROJECT NO.

4-0-00488
DRAWING NO.

4-1145
SHEET NO.

8 0

SUMP PUMP DETAIL
NOT TO SCALE

STORM

DRAIN
INVERT
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CLP

24" DOWELS 0I2- OC 
9 COLO JOINT

CLASS II CONCRETE 
W/ #4 0 12" 0/C 
E/tt CENTERED

3 CLR

32.00± BASIN BTM.
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136” RCP
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CLASS II CCNCRETE- 
W/ §4 0 12' 0/C 
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\_/1NOT TO

CLASS M CONCRETE 
n/ #4 O 12^ 0/C
e/t centered

33.16
INV
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<0

•■/TV.A
32.00+ BASIN BTM. CflAEN

36” RCP

SECTION C-C
CONCRETE HEADWALL DETAIL

NOT TO SCALE

BENCHMARK
COUNTY OF RIVERSIDE BENCHMARK NO. 432

DESCRIBED BY METRO WATER DIST. SO. CALIFORNIA 1992 
PERRIS, AT THE SOUTHWEST CORNER OF THE INTERSECTION 
OF PERRIS BL AND RIDER ST, AT THE BASE OF A STEEL 
TRAFFIC SIGNAL LIGHT, A 3.5 FOOT (1.1M) BY 2.7 FOOT 
(0.8M) CONCRETE BASE. A 3-1/4 INCH STANDARD ’’MWDSC 
ALUMINUM DISK SET ON EASTSIDE FLUSH.

ELEVATION = 1455.11 FEET (NAVD 88)

DATUM NOTE
THIS PLAN WAS PREPARED ON COUNTY OF RIVERSIDE DATUM.

EQUATION
SUBTRACT 2.23’ FROM ALL ELEVATIONS HEREON TO EQUAL 
CITY OF PERRIS BENCHMARK DATUM.

THIS PLAN IS:

PRELIMINARY
(NOT FOR CONSTRUCTION)

DKMKKT
DIAL TOLL FREE

1-800-422-4133
ONLINE

WWW.DIGALERT.ORG
AT LEAST TWO DAYS

BEFORE YOU DIG
UNDERGROUND SERVICE ALERT OF SOUTHERN CALIFORNIA

MARK BY DATE
ENGINEER

REVISIONS
APPR. DATE

COUNTY

APPROVED BY:

CONTRACT CITY ENGINEER

DATE

SEAL- ENGINEER

(^OFESS/^
0/

*
Sr

No 75205

CIVIL &
CAL^OF

INC.JOSEPH C. TRUXAW & ASSOCIATES.
CIVIL ENGINEERS & LAND SURVEYORS
1915 W. 0RANGEW00D AVE, SUITE 101, ORANGE, CA 92868
PH: (714) 935-0265 FAX: (714) 935-0106
WWW.TRUXAW.COM

PREPARED UNDER THE
SUPERVISION OF:

DESIGNED BY: _____ CHK'ED BY:___

R.C.E. NO.: 75205

CRAIG Dl BIAS DATE

BENCHMARK:

ELEV. = 1455.11 (NAVD88)

SEE ABOVE FOR BENCHMARK
DESCRIPTION

N/A N/A

REDLANDS INDUSTRIAL FACILITY

NW CORNER OF PLACENTIA AVENUE AND REDLANDS AVENUE 
STORM DRAIN LINE "H" PLANS 
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